AMENDMENT PROPOSAL

Code Sections/Tables/Figures Proposed for Revision:

DBC-IFC SMOKE 909.12.1.1

Proposal:
Relocate this section of the code.

909.12.1.1 909.8.2 Verification. Control systems for mechanical smoke control systems shall include provisions for verification. Verification shall include positive confirmation of actuation, testing, manual override and the presence of power downstream of all disconnects. A preprogrammed weekly test sequence shall report abnormal conditions audibly, visually and by printed report. The preprogrammed weekly test shall operate all devices, equipment, and components used for smoke control.

Supporting Information:
This section was incorrectly placed in the smokeproof enclosure section during the 2016 amendments.

Referenced Standards:
NFPA 92A & B

Impact:
None

Departmental Impact:
None.