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Structures are not allowed over sanitary and storm. If possible, they need to be relocated. If not then they need to be sleeved in steel casing pipe.
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WW needs to be able to access these MHs for maintenance.
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Callout
This appears to be a developer improvement. Is this going through DES for private development review?
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AMarshall
Callout
Comment Response: Correct, proposed development on private property adjacent to the encroachment/ROW will be reviewed separately for private development review.

AMarshall
Callout
Comment Response: Existing storm to be rerouted to avoid conflicts with the proposed bridge landing foundation. The proposed storm sewer design has been coordinated and will be reviewed formally through an SSPR review (2026-SSPR-0000030).

AMarshall
Callout
Comment Response: Existing storm to be rerouted to avoid conflicts with the proposed bridge landing foundation. The proposed storm sewer design has been coordinated and will be reviewed formally through an SSPR review (2026-SSPR-0000030).




