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Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000036

2025-UTIL-0000171

Towe Rd & E 45th Ave. COGV-A2-02

08/19/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review ApprovedReviewing Agency: Review Status:

Nick Evers

Nick.Evers@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/22/2025Status Date:

Approved. Please adhere to OCF Tree Protection Requirements.

Status: Approved

Comments:

08/20/2025Status Date:

Status: Approved - No Response

Parks and Recreation Review ApprovedReviewing Agency: Review Status:

Jennifer Cervera

Jennifer.Cervera@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/03/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000171 - HyperFiber - ITG - Towe Rd and E 45th Ave. COGV-A2-02

Reviewing Agency/Company: Parks and Recreation

Reviewers Name: Jennifer A Cervera

Reviewers Phone: 7209135862

Reviewers Email: Jennifer.Cervera@denvergov.org

Approval Status: Approved

Comments: 

Attachment: COGV02_FDA001_PD_ALL_Rev_2.pdf

Status: Approved

Comments:

08/19/2025Status Date:

DPR Comments provided in documents

Status: Denied

ERA Transportation Review DeniedReviewing Agency: Review Status:

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

Reviewers Name:

Reviewers Email:

2025-UTIL-0000171

REDLINES uploaded to E-review webpage
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Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000036

2025-UTIL-0000171

Towe Rd & E 45th Ave. COGV-A2-02

08/19/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

Comments:

08/21/2025Status Date:

1. Please remove all work not located on CCD ROW (Aurora City Road) form UPR plan. We do not review or approve 

this work. 

2. Add missing water mains that run down Tower Rd. and dimension to running lines.

3. Running lines must be 5' from storm mains.

4. Dimension running line to all nearby storm inlets. They must be at least 2' apart. 

5. Sheet C14: Add missing service lines on both the northeast corner and northwest corner of Tower Rd. and E 45th 

Ave. and dimension to running line. Must meet 5' minimum requirement. 

6. Sheet C14: Add missing fire hydrant on southwest corner of Tower Rd. and E 45th Ave. and dimension to running 

line. Must meet 5' minimum requirement. 

7. Sheet C15: Add missing storm inlet on west side of Tower Rd. and dimension to running line. They must be at least 

2' apart. 

8. Sheet C16: Fire hydrant on northeast corner of N Andes St. and E 45th Ave. must be at least 5' from the running 

line. 

9. Sheet C16: Add missing storm inlet on north side of E 45th Ave and dimension to running line. They must be at 

least 2' apart. 

10. Sheet C16: Add missing service lines and dimension to running line.  Must meet 5' minimum requirement.

11. Sheet C16: Dimension running line and proposed bore pit to storm inlet on both east and north corners of Andes 

Way and Andes St. Must meet 2' minimum requirement. 

12. Sheet C16: Add missing water line that runs on the southern side of E Chaffee Pl. and dimension to running line. 

Must meet 5' minimum requirement. 

13. Dimension running line to all water valves.

14. Sheet 16C: Fire hydrants must be 5' from running line. 

15. Sheet 16C: Add and dimension all sanitary service lines to running line.

16. Sheet 16C: Dimension running line to EOP at every point where the running line jogs out on Chaffee Pl . (and 

anywhere else where this is applicable).

17. Sheet C17: Add missing service line on N Argonne St. and dimension to running line.

18. Sheet C17: Dimension running line to manhole on northeast corner of E 45th Ave. and Argonne St.

19. Sheet C17: Add and dimension running line to fire hydrant on southeast corner of E 45 th Ave. and Argonne St.

20. Sheet C17: Dimension running line to all water lines, sewer lines, manholes, and storm inlets.

21. Please ensure that the rest of the plans meet the requirements mentioned above and those mentioned in the utility 

checklist.

Status: Denied

ERA Utility Review Approved - No ResponseReviewing Agency: Review Status:

Emily Rush

Emily.Rush@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/20/2025Status Date:

Status: Approved - No Response

2025-UTIL-0000171
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Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000036

2025-UTIL-0000171

Towe Rd & E 45th Ave. COGV-A2-02

08/19/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Kim Blair

Kim.Blair@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/18/2025Status Date:

1. PRIOR TO SOLICITING BIDS OR PORPOSALS: The developer is strongly encouraged to schedule a meeting with 

the Right-of-Way Services Construction Inspections team 303-446-3469. This ROW Impact meeting will be used to 

discuss project impacts to city traffic, streets, roads, alleys, sidewalks and landscaping as well as ROW permit fees 

which will be paid by the selected general contractor.

.

2. Hand holes, vaults, valves and cabinets should not be placed in the direct pedestrian path. A 5ft min unobstructed 

pedestrian path must be present after construction.

Status: Approved

PW Traffic Operations Review Approved - No ResponseReviewing Agency: Review Status:

Kela Naso

kela.naso@denverwater.org

Comments:

08/20/2025Status Date:

Status: Approved - No Response

Denver Water Referral ApprovedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

12/29/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000171 - HyperFiber - ITG - Towe Rd and E 45th Ave. COGV-A2-02

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 303-628-6302

Reviewers Email: kela.naso@denverwater.org

Approval Status: Approved

Comments: 

Denver Water's comments were addressed with updated submittal sent on 12/15/2025.

Status: Approved

Comments:

08/20/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000171 - HyperFiber - ITG - Towe Rd and E 45th Ave. COGV-A2-02

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 0000000000

Status: Denied

2025-UTIL-0000171
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Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000036

2025-UTIL-0000171

Towe Rd & E 45th Ave. COGV-A2-02

08/19/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

Reviewers Email: kela.naso@denverwater.org

Approval Status: Denied

Comments: 

Need to call out 36" steel conduit, #127, that runs North on the east side of Tower Rd, beginning at 4170 Tower Rd 

(sheets C9-C15).

Traffic Signal Review Approved - No ResponseReviewing Agency: Review Status:

Comments:

08/20/2025Status Date:

Status: Approved - No Response

2025-UTIL-0000171


