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Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000006

2025-UTIL-0000174

47th to 52nd on Washington (Phase 2 

Electric)

08/21/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review DeniedReviewing Agency: Review Status:

Eric Huetig

Eric.Huetig@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/20/2025Status Date:

2025-UTIL-0000174 - Washington: 47th to 52nd Electric

OCF Comments 8-20-25

1. Address OCF comments on attached redlined plans (uploaded via ERA site).  If redlined plans were not received,

email Eric.Huetig@denvergov.org to request a set of redlines.  Include the following in the subject line: Project No

2025-UTIL-0000174.

A. Sheets 5 & 6: CRITICAL: Proposed utility routing doesn't work with approved Washington streetscape

redevelopment plans (see included utility plans from CD’s).  Route electric line under pavement.

B. Sheet 8: Per Washington streetscape plan, shift electric lines south under curb ramps.

Status: Denied

Parks and Recreation Review ApprovedReviewing Agency: Review Status:

Jennifer Cervera

Jennifer.Cervera@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/19/2025Status Date:

Status: Approved

ERA Transportation Review DeniedReviewing Agency: Review Status:

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/19/2025Status Date:

1. Dimension running line and bore pits to all nearby water meters, manholes, service lines, etc. Must meet 5' minimum

requirement. There are some dimensions that do not comply with the 5' minimum requirement.

2. Call out where running lines exit CCD ROW.

3. Dimension proposed poles to existing utility lines, EOP, ROW, and sidewalk.

4. Show and dimension all Signal Equipment Clear Zones along the alignment.? No facilities including bored conduits

or handholes are allowed in the Equipment Clear Zone as shown on?City and County of Denver Transportation

Standards and Details?standard drawing 7.9.

5. Make note regarding moratorium streets.

Status: Denied

2025-UTIL-0000174

REDLINES uploaded to E-review webpage
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ERA Utility Review Approved - No ResponseReviewing Agency: Review Status:

Karmen Brown

Karmen.Brown@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/22/2025Status Date:

Status: Approved - No Response

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Porames Saejiw

Joe.Saejiw@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/13/2025Status Date:

1. Prior to the solicitation of bids or proposals from general contractors, the developer of this project is strongly

encouraged to schedule an office meeting with the Right-of-Way Services Construction Inspections team (303)

446-3469 to discuss the project’s installation of City Approved Plans for Traffic Closures, Row Items and

Landscaping and the associated ROW permit fees that will need to be paid by the selected general contractor.

2. Hand holes, vaults, valves, poles and cabinets should not be placed in the direct pedestrian path. A 5ft min

unobstructed pedestrian path must be present after construction.

Status: Approved

PW Traffic Operations Review Approved - No ResponseReviewing Agency: Review Status:

Comments:

08/22/2025Status Date:

Status: Approved - No Response

Denver Water Referral DeniedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

08/22/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000174 - Xcel - HKS Utility Services - 47th to 52nd on Washington - Phase 2 

Electric

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 0000000000

Status: Denied

2025-UTIL-0000174

Kela Naso

kela.naso@denverwater.org
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Reviewers Email: kela.naso@denverwater.org

Approval Status: Denied

Comments: 

The areas that have less then 5' away from water, how deep is the electric line going? Can a profile be submitted to 

confirm that there is adequate clearance from the water lines?

Traffic Signal Review Approved w/ConditionsReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

08/22/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000174 - Xcel - HKS Utility Services - 47th to 52nd on Washington - Phase 2 

Electric

Reviewing Agency/Company: City and County of Denver

Reviewers Name: Victor L. Barela

Reviewers Phone: 7204906276

Reviewers Email: victor.barela@denvergov.org

Approval Status: Approved with conditions

Comments: 

There are three intersections with traffic signals with conduit. Please be cautious around signalized intersections. 

Attachment: Denver traffic clear-zone-memo.pdf

Status: Approved w/Conditions

2025-UTIL-0000174

REDLINES uploaded to E-review webpage

Victor Barela

victor.barela@denvergov.org


