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(2) (N) 2" CROWN CASTLE
U/G SCH. 80 CONDUITS
(APPROX. 8 L.F.)

1 ENLARGED SITE PLAN

POWER SUPPLY 6
(N) CROWN CASTLE POWER

CABINET & PEDESTAL IN R.O.W

E 47TH AVE (60' R.O.W.)

35'

XCEL ENERGY (E) 25 KVA
TRANSFORMER
 ON POLE #264-816

R
.O

.W
. L

IN
E

R.O.W. LINE

CROWN CASTLE TO STUB UP
CONDUIT AT (E) POLE AND LEAVE
35' PIGTAIL FOR CONNECTION BY
XCEL ENERGY

PROJECT INFORMATION:

PLANS PREPARED BY:

LICENSURE NO:

DESCRIPTION:REV: DATE: BY:

4751 FOX STREET, DENVER, CO  80216

SITE NAME:
DN4094GA

SITE ID:
POWER SUPPLY 6

SITE ADDRESS:
4650 N COLUMBINE ST

DENVER, CO 80216
SITE COUNTY:

DENVER

THIS WORK WAS PREPARED BY MYSELF OR UNDER MY
SUPERVISION.  CONSTRUCTION OF THIS PROJECT WILL BE UNDER

MY OBSERVATION.  ALL SCALES ARE SET FOR 11"x17"

DRAWN BY: CHK BY: APV BY:

SHEET TITLE:

MEM JL TA

0 12.24.24 CONSTRUCTION MM

1 02.19.25 CITY COMMENTS DPL

2 02.27.25 CITY COMMENTS DPL

3 08.15.25 CONSTRUCTION
COMMENTS MM

4 09.23.25 CITY COMMENTS DPL

5 10.30.25 INSPECT. CMNTS. DPL

6 11.18.25 CITY COMMENTS DPL

7 11.26.25 CITY COMMENTS MM

8 12.23.25 FINAL CD'S DPL

SHEET NUMBER:

A2.0

ENLARGED SITE
PLAN

50' TRENCH (1) (N) 2" U/G SCH. 80 CONDUIT FOR SERVICE
ENTRANCE LATERAL WITH WARNING TAPE

(APPROX. 50 L.F. OF #6 THWN CU. RE: ELEC) PROVIDE
ASPHALT RESTORATION PER CITY AND COUNTY OF DENVER
TRANSPORTATION STANDARDS AND DETAILS.  STD DTL 12.2

CONCRETE WALK

30'15'0'

SCALE: 1" = 30'-0"

60'

NOTES:
· MAINTAIN 10' MINIMUM FROM POLE FOR WORKING ROOM

PER XCEL BLUE BOOK STANDARDS PAGE I-1.15A,
DRAWING SC-70A INSTALLATION OF COMMUNICATIONS
PAD-MOUNTED POWER SUPPLY

· MAINTAIN 5'-0" HORIZONTAL CLEARANCE BETWEEN
BORES AND WATER LINES.

· CONDUITS MUST BE POTHOLED PRIOR TO
CONSTRUCTION AND A VERTICAL CLEARANCE OF 24"
MUST BE MAINTAINED WHILE CROSSING THE WATER
LINES.

ASPHALT
DRIVE

R
.O

.W
. L

IN
E

(E) TELCO
JUNCTION BOX

ASPHALT
ALLEY
DRIVE

(E) BRICK
WALL

(E) TREE PLANTERS

CONCRETE DRIVE

(E) EDGE OF
CONCRETE

R.O.W. LINE

(E) FIBER OPTIC
HAND HOLE

(E) EDGE OF
SIDEWALK

LANDSCAPE BED

32
' A

SP
H

AL
T

(N) BORE PIT INTERCEPT (E)
UNDERGROUND SPLICE CASE WITH

2-WAY SPLITTER. PROVIDE ASPHALT
RESTORATION PER CITY AND COUNTY OF

DENVER TRANSPORTATION STANDARDS
AND DETAILS. STD DTL 12.2

(N) 75 L.F. BORE (2) (N) 2"
U/G SCH. 80 CONDUITS FOR
POWER COAX.  INSTALL (N)

0.625PF CABLE

5'-0"

5'-0" MIN
CLEAR

10
'-9

"

1'
-6

"

(E) 8" CI WATER MAIN

(E) 24" DI WATER LINE

PROPOSED SLACK

BORE FOOTAGE

TRENCH FOOTAGE

XXX

XXX

PROPOSED RISER

PROPOSED AERIAL POWER

PROPOSED TRENCH

PROPOSED BORE

UG-P

R

LEGEND

150'

PROPOSED HANDHOLE

PROPOSED BORE PIT
PROPOSED UNDERGROUND POWER

OH-P

EXISTING AERIAL POWER

UG-P EXISTING UNDERGROUND POWER

OH-P

PROPOSED TRANSFORMER

HH

XFMR

PROPOSED LINDSEY UNIT

25
'

(E) DRAIN LINE

(E) CURB LINE

(E) 2" U/G SCH. 80
CONDUITS W/ (E)

0.625PF CABLE

15'

5'

9'(E) 2" U/G SCH. 80
CONDUITS W/ (E)

0.625PF CABLE

(N) BORE PIT PROVIDE ASPHALT
RESTORATION PER CITY AND COUNTY OF
DENVER TRANSPORTATION STANDARDS
AND DETAILS. STD DTL 12.2

30' INTERSECTION
CLEAR ZONE

SIGNAL EQUIPMENT
CLEAR ZONE

273'-0"

2'
-1

1"

20'-0"

10
'-0

"

2'
-0

"

SIGNAL EQUIPMENT
CLEAR ZONE

10'-11"

5'
-0

"
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Comment Report

Crown Castle - Wavelink - 4650 N Columbine St
12/22/2025 Page 2 of 2

Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000009

2025-UTIL-0000247

4650 N Columbine St, Denver, CO 

80216-2833

11/18/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Kim Blair

Kim.Blair@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/10/2025Status Date:

Status: Approved

PW Traffic Operations Review Approved - No ResponseReviewing Agency: Review Status:

Comments:

11/18/2025Status Date:

Status: Approved - No Response

Denver Water Referral Approved - No ResponseReviewing Agency: Review Status:

Comments:

11/18/2025Status Date:

Status: Approved - No Response

Traffic Signal Review Approved - No ResponseReviewing Agency: Review Status:

Comments:

11/18/2025Status Date:

Status: Approved - No Response

2025-UTIL-0000247



Comment Report

Department of Public Works

Engineering, Regulatory, & Analytics

201 W. Colfax Ave., Dept. 507

Denver, Colorado 80202-5304

denver.pwera@denvergov.org

www.denvergov.org/pwera

Department of Public Works

Crown Castle - Wavelink - 4650 N Columbine St
12/22/2025 Page 1 of 2

Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000009

2025-UTIL-0000247

4650 N Columbine St, Denver, CO 

80216-2833

11/18/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review ApprovedReviewing Agency: Review Status:

Nick Evers

Nick.Evers@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/17/2025Status Date:

Approved. No expected PRW tree conflict.

Status: Approved

Parks and Recreation Review Approved - No ResponseReviewing Agency: Review Status:

Jennifer Cervera

Jennifer.Cervera@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/18/2025Status Date:

Status: Approved - No Response

ERA Transportation Review ApprovedReviewing Agency: Review Status:

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

12/19/2025Status Date:

Status: Approved

Comments:

11/11/2025Status Date:

1. Dimension running line to sanitary sewer manhole. Must comply with 5' minimum distance requirement.

Status: Denied

ERA Utility Review Approved - No ResponseReviewing Agency: Review Status:

Karmen Brown

Karmen.Brown@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/18/2025Status Date:

Status: Approved - No Response

2025-UTIL-0000247




