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Master ID:

Review ID:

Location:

Review End Date:2025-PROJMSTR-0000004

2025-UTIL-0000252

PT 22750 - Park Hill / Montclair 

Neighborhood

11/12/2025

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review Approved - No ResponseReviewing Agency: Review Status:

Nick Evers

Nick.Evers@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/13/2025Status Date:

Status: Approved - No Response

Parks and Recreation Review Approved - No ResponseReviewing Agency: Review Status:

Jennifer Cervera

Jennifer.Cervera@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/13/2025Status Date:

Status: Approved - No Response

ERA Transportation Review ApprovedReviewing Agency: Review Status:

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

12/11/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000252 - Denver Water - PT 22750 - Park Hill - Montclair Neighborhood

Reviewing Agency/Company: DOTI ROWS ER Transportation

Reviewers Name: Vanesa Cuellar Leyva

Reviewers Phone: 7208290413

Reviewers Email: vanesa.cuellarleyva@denvergov.org

Approval Status: Approved

Comments: 

1. Ensure the proposed fire hydrants are at least 3' from the BOC. 

Attachment: 22750_CCD_2ND SUBMITTAL.pdf

Status: Approved

Comments:

11/11/2025Status Date:

1. Dimension running line to nearby inlets. Must comply with 2' minimum distance requirement. 

2. Dimension running line to nearby storm and sanitary mains and manholes.

Status: Denied

2025-UTIL-0000252
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Any denials listed below must be rectified in writing to this office before project approval is granted.

3. Dimension proposed fire hydrants to BOC. Must comply with 3' minimum distance requirement.

4. Dimension proposed fire hydrants to ROW line. 

5. Disturbance of the pedestrian way?(curb ramp, sidewalk and crosswalk) within 10 ft of an existing curb ramp will 

require the reconstruction of the curb ramp in compliance with current CCD and ADA standards, if not already fully 

compliant per DOTI Rules and Regulations for Sidewalk and Curb Ramp Construction, October 1, 2007. 

6. Street Cut Pavement Repair Markers will be required.

7. Please protect all green infrastructure, sanitary sewer, storm drainpipes and appurtenances during construction.

8. Field verify all ROW prior to construction. 

9. Protect all City of Denver Range Points, Section Corners and Benchmarks. 

10. Crossings of sewer lines must be in accordance with the City Wastewater Standards.

ERA Wastewater Review ApprovedReviewing Agency: Review Status:

Mike Sasarak

Mike.Sasarak@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/12/2025Status Date:

Status: Approved

ERA Utility Review Approved - No ResponseReviewing Agency: Review Status:

Karmen Brown

Karmen.Brown@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/13/2025Status Date:

Status: Approved - No Response

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Kim Blair

Kim.Blair@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

11/07/2025Status Date:

1. PRIOR TO CONSTRUCTION: CCD strongly encourages builder to schedule a meeting with the Right-of-Way 

Services Construction Inspections team 303-446-3469. This ROW Impact meeting will be used to discuss project 

impacts to city traffic, streets, roads, alleys, sidewalks and landscaping as well as ROW permit fees which will be paid 

by the selected general contractor.

.

2. Hand holes, vaults, valves and cabinets should not be placed in the direct pedestrian path. A 5ft min unobstructed 

pedestrian path must be present after construction.

Status: Approved

PW Traffic Operations Review Approved - No ResponseReviewing Agency: Review Status:

2025-UTIL-0000252

REDLINES uploaded to E-review webpage
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Kela Naso

kela.naso@denverwater.org

Comments:

11/13/2025Status Date:

Status: Approved - No Response

Denver Water Referral ApprovedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

11/13/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000252 - Denver Water - PT 22750 - Park Hill - Montclair Neighborhood

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 0000000000

Reviewers Email: kela.naso@denverwater.org

Approval Status: Approved

Comments:

Status: Approved

Traffic Signal Review Approved - No ResponseReviewing Agency: Review Status:

Miguel Flores

miguel_flores@comast.com

Comments:

11/13/2025Status Date:

Status: Approved - No Response

Additional Reviewer 1 ApprovedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

11/13/2025Status Date:

PWPRS Project Number: 2025-UTIL-0000252 - Denver Water - PT 22750 - Park Hill - Montclair Neighborhood

Reviewing Agency/Company: Comcast

Reviewers Name: MIguel Flores

Reviewers Phone: 7204130113

Reviewers Email: miguel_flores@comcast.com

Approval Status: Approved

Status: Approved

2025-UTIL-0000252
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Any denials listed below must be rectified in writing to this office before project approval is granted.

Comments:

2025-UTIL-0000252


