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REC. NO. 9500071989

EXISTING STEEL BARRIER
CDOT TYPE III

ESMT LINE OF
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EXISTING CONCRETE BARRIER
CDOT TYPE IV

EX CDOT ELECTRICAL
TRANSFORMER

EASEMENT
REC. NO. 9500059600
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EX FH

FULL SPECTRUM DETENTION POND
BOTTOM OF POND = 5161.23

TOP OF POND = 5166.62
DEPTH = 5.39-FT

VOL REQ'D = 0.268 AC-FT
VOL PROV'D = 0.355 AC-FT

WQCV WSEL = 5162.67
EURV WSEL = 5164.07
100-YR WSE = 5164.90
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CCH - PARK AVENUE APARTMENTS

SITE DEVELOPMENT PLAN - 3500 PARK AVE - 2023-PROJMSTR-0000464 - 2025-SDP-0000XXX

3500 PARK AVENUE WEST

SITE DEVELOPMENT PLAN

LOCATED IN A PART OF THE NORTHWEST QUARTER (NW 1/4) SECTION 28, TOWNSHIP 3 SOUTH, RANGE 68
WEST OF THE 6TH PRINCIPAL MERIDIAN, CITY AND COUNTER OF DENVER, STATE OF COLORADO

NOTES:

1. STORM DRAINAGE  MUST FOLLOW HISTORIC FLOWS AND FLOWS MAY NOT BE
DIRECTED TO ADJACENT PROPERTIES.  ALL DISCHARGE POINTS FOR
DOWNSPOUTS AND SUMP PUMP LINES MUST BE AT LEAST 6-INCHES FROM
ALLEYS, 3-FEET FROM SIDE-YARD PROPERTY LINES AND 10-FEET BACK ANY
PUBLIC SIDEWALK ADJACENT PROPERTY LINES AND NOT BE DIRECTED ONTO
PEDESTRIAN SIDEWALKS/WALKWAYS.

2. SEE ARCH PLANS FOR BLDG ENTRY ELEVATIONS.

LINETYPE LEGEND
PROPOSED EXISTING

AASHTO SIGHT TRIANGLE

ZONE LOT LINE

RIGHT-OF-WAY LINE

SYMBOLS LEGEND
DOOR

FIRE DEPARTMENT CONNECTION

FIRE HYDRANT

LIGHT POLE

SIGHT DISTANCE TRIANGLE

TRANSFORMER

UTILITY POLE

DY

H

T T

LINETYPE LEGEND
PROPOSED EXISTING

CABLE TV

ELECTRIC - UNDERGROUND

FIBER OPTIC LINE

FIRE SERVICE

GAS LINE

IRRIGATION

OVERHEAD POWER

ROOF DRAIN

SANITARY SEWER

STORM SEWER

TELEPHONE

UNDERDRAIN

WATER LINE

F F F F F F F

RD RD

UD UD UD UD UD

ABBREVIATIONS:
BLDG BUILDING
CCD CITY AND COUNTY OF DENVER
CDOT COLORADO DEPARTMENT OF

TRANSPORTATION
CONC CONCRETE
EX EXISTING
FL FLOWLINE
PL PROPERTY LINE

R RADIUS
REC RECEPTION
ROW RIGHT OF WAY
SF SQUARE FEET
STD STANDARD DETAIL
SWLK SIDEWALK
TYP TYPICAL
XFMR TRANSFORMER
ZLL ZONE LOT LINE

HATCHING LEGEND
PROPOSED EXISTING

ADA RAMP

CONCRETE PAVING

LANDSCAPE

TRUNCATED DOMES

CONVEYED TO CITY, RECEPTION
NUMBER _____________________

CONVEYED TO CITY, RECEPTION
NUMBER _____________________

ROW VACATED FROM CITY,
RECEPTION NUMBER

_____________________
EASEMENT DEDICATED,

RECEPTION NUMBER
_____________________
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