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PROJECT NO. 2019-PROJMSTR-0000252 2024-CIP-0000105
SITUATED IN SECTION 18 AND THE NORTHWEST QUARTER OF

SECTION 17, TOWNSHIP 4 SOUTH, RANGE 68 WEST OF THE 6TH P.M.
CITY AND COUNTY OF DENVER, STATE OF COLORADO

MARCH 20, 2026
90% DESIGN SUBMITTAL

PROJECT  LOCATION MAP

CITY AND COUNTY OF DENVER
DEPARTMENT OF TRANSPORTATION & INFRASTRUCTURE

RELATED PROJECTS:
P.E. UNDER PROJECT:
PROJECT NUMBER:
PROJECT CODE:

NONE
NONE

R.O.W. PROJECTS: XXXXXX

OVERSIGHT / NHS

FHWA PROJECTS OF DIVISION
INTEREST (PODI) OVERSIGHT?

NO

NATIONAL HIGHWAY SYSTEM?

YES

NO YES

CITY AND COUNTY
OF DENVER

MORRISON ROAD

W. ALAMEDA AVENUE

TO BARNUM

TABULATION OF LENGTH & DESIGN DATA

STATION
FEET

ROAD STRUCTURE
S STUART ST TO W ALAMEDA AVE
STA. 87+09.70 TO STA. 123+81.73 3672.03 0

TOTAL 3672.03 0

SUMMARY OF PROJECT LENGTH (FEET) 3672.03

SUMMARY OF PROJECT LENGTH (MILES) 0.70

APPROXIMATE TOTAL PROJECT AREA
(ACRES) 5.51

DESIGN DATA (CRITERIA)

MINIMUM RADIUS OF CURVE 175 Ft

VERTICAL CURVE CRITERIA
K = 26 SAG (25 MPH)

K= 12 CREST (25 MPH)

MAXIMUM GRADE 2%

ROADWAY CROSS SLOPE 2% - NO SUPERELEVATION

AVERAGE DAILY TRAFFIC (ADT) 12,000

MAXIMUM DESIGN SPEED 25 MPH

SURROUNDING ROADWAYS MATCH EXISTING

STREET CLASSIFICATION COLLECTOR/MIXED USE
COLLECTOR

CURB RADII 25' MAX, 10' PREFERRED

BASIS OF BEARINGS: BEARINGS ARE BASED ON CITY AND COUNTY OF DENVER LOCAL COORDINATE SYSTEM (CCD
LOCAL SYSTEM) WITH A LINE BETWEEN NATIONAL GEODETIC SURVEY (NGS) CONTROL POINTS MOE (PID AA7132) AND
RUBY (PID AE5252) BEARING S28°46'12"E.

BENCHMARK:  THE BENCHMARKS USED FOR THIS SURVEY ARE CITY AND COUNTY OF DENVER BENCHMARK 462B AND
NGS BENCHMARK B_406_RESET HAVING PUBLISHED NAVD88 ELEVATIONS OF 5383.030' (462B) AND 5262.893'
(B_406_RESET).
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W. NEVADA PL.

S. PERRY ST.

END
STA 123+81.73

S. QUITMAN ST.

BEGIN
STA 87+09.70

S. STUART ST.

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Text Box
WW Construction Comments-mwg 4-8-26
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DB

AKD

MH

DB 82 of 233

UT-10 of UT-13

60'40'20'

SCALE IN FEET
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������

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
This is covering the existing and proposed utilities. It needs to be shaded back and put behind everything else.


Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
How can you adjust a San MH through a 4" underdrain.?

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow
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Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
This storm outfalls out of a curb opening approximately 111' from the Existing Stm MH at Morrison and Meade. The 15" pipe transitions to an approximately 2" x 2' cross section that daylights to the curb and gutter flowline.
WW Construction will be cleaning and TVing the pipe to see how the pipe transitions to the outfall.
The downstream Outfall inlet doesn't have access for maintenance. Sumps in the new inlets should be discussed to help with debris. Also, the inlet on the NW side seems larger than existing. The outfall inlet and existing pipe should be looked at to see if it can outlet the flows.

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow
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INLET #D1 - PR TYPE 14
STA: 102+09.95, OFF: 35.14 R

INLET #C1 - PR TYPE 14
STA: 101+48.65, OFF: 25.17 R

EX 12" VCP SAN
EX 36" RCP
(TO REMAIN)

REMOVE EX INLET

EX DOUBLE TYPE 16 INLET
(TO REMAIN)

REMOVE EX INLET

EX 36" RCP
(TO REMAIN)

REMOVE EX INLET
EX INLET (TO REMAIN)

EX 36" RCP
(TO REMAIN)

EX TYPE 14 INLET
(TO REMAIN)

EX TRIPLE TYPE 16 INLET
(TO REMAIN)

EX TRIPLE TYPE 16 INLET
(TO REMAIN)

REMOVE 4.4 LF ~ 15" RCP
EX 18" RCP (TO REMAIN)

EX 15" RCP
(TO REMAIN)

EX  18" RCP (TO REMAIN)
EX 18" RCP (TO REMAIN)

EX FO (TO BE
RELOCATED)

EX ELEC (TO BE RELOCATED)

EX 30" RCP
(TO REMAIN)

EX MH - ADJUST RIM

INLET #B1 - PR TYPE 14
STA:  98+95.10, OFF: 25.85 R

5.58 LF ~ 15" RCPON
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5.58 LF ~ 15" RCP @ 2.69%

FINISHED GRADE AT
CENTERLINE OF PIPE

EXISTING GRADE AT
CENTERLINE OF PIPE

PR INV 5372.35 (15")
EX INV 5371.5 (30")

EX FO (TO BE RELOCATED)
DEPTH UNKNOWN

CONNECT TO EXISTING PIPE
PER DOTI STD DETAIL S-450

EX 30" RCP
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STORM SEWER PLAN & PROFILE

STORM SEWER LINE "C"

STORM SEWER LINE "D"

BASIS OF BEARINGS: BEARINGS ARE BASED ON CITY AND
COUNTY OF DENVER LOCAL COORDINATE SYSTEM (CCD
LOCAL SYSTEM) WITH A LINE BETWEEN NATIONAL GEODETIC
SURVEY (NGS) CONTROL POINTS MOE (PID AA7132) AND
RUBY (PID AE5252) BEARING S28°46'12”E.

BENCHMARK: THE BENCHMARKS USED FOR THIS SURVEY
ARE CITY AND COUNTY OF DENVER BENCHMARK 462B AND
NGS BENCHMARK B_406_RESET HAVING PUBLISHED NAVD88
ELEVATIONS OF 5383.030' (462B) AND 5262.893'
(B_406_RESET).

422 0

0 402020

VER. SCALE IN FEET

HOR. SCALE IN FEET

N.T.S.
KEY MAP

STORM SEWER LINE "B"

STORM SEWER LINE "B"

STORM SEWER LINE "C"

STORM SEWER LINE "D"
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NOTE:

STATIONS AND OFFSETS ON DRAINAGE
STRUCTURES ARE TO CENTER OF
STRUCTURE. PIPE LENGTHS ARE FROM
CENTER OF STRUCTURE TO CENTER OF
STRUCTURE.

������

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Oval

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
What is the distance from the curb to the inlet? Vac truck can reach 14'
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REMOVE EX MH
MH #E1- PR TYPE B
STA: 105+58.46, OFF: 32.89 R

5.16 LF ~ 15" RCP

EX 30" RCP
(TO REMAIN)

REMOVE EX INLET

EX 36" RCP (TO REMAIN)

REMOVE EX INLET

EX TRIPLE TYPE 16 INLET
(TO REMAIN)

EX TYPE 16 INLET
(TO REMAIN)

(SEE GREEN INFRASTRUCTURE PLANS)

EX 15" PVC SS
EX 18" CIP W/L (TO BE RELOCATED)

PROPOSED GREEN INFRASTRUCTURE

REMOVE 2.0 LF ~ 15" RCP

REMOVE EX 15" RCP
AND REPLACE WITH 24" RCP

REMOVE 56.6' LF ~ 15" RCP

EX 36" RCP
(TO REMAIN)

EX ELEC EX 4" W/L

EX ELEC

PROPOSED GREEN INFRASTRUCTURE

REMOVE  EX INLET

EX 36" RCP (TO BE REPLACED WITH 54" RCP)

PROPOSED GREEN INFRASTRUCTURE

REMOVE EX MH
MH #E2 - PR TYPE B
STA:  105+64.67, OFF: 72.97 R

PROPOSED GREEN INFRASTRUCTURE EX 6" W/L

EX 4" W/L

11.48 LF ~ 15" PP

INLET #E1 - PR 24" DOME
STA:  105+48.74, OFF: 16.34 R

INLET #G1 - PR 15" DOME
STA:  106+09.97, OFF: 17.68 R

6.05 LF ~ 15" PP

EX 30" RCP (TO REMAIN)

INLET #F2 - PR 15" DOME
STA:  106+12.97, OFF: 15.90 L

7.39 LF ~ 15" PP

MH #F2 - PR 4' DIA
STA:  106+13.10, OFF: 23.29 L

26.5 LF ~ 15" RCP

REMOVE EX INLET
MH #F1 - PR 5' DIA

STA:  105+86.57, OFF: 23.88 L

33.38 LF ~ 15" RCP EX SAN

EX SAN
EX GAS

INLET #F1 - PR TYPE 14
STA:  105+53.69, OFF: 18.17 L

MODIFY EX MH
AND ADJUST RIM

MODIFY EX MH
AND ADJUST RIM

EX 15" RCP (TO REMAIN)

SIDEWALK CHASE

SIDEWALK CHASE

INLET #H1 - PR TYPE 16
STA:  107+57.25, OFF: 18.75 R

EX ELEC

EX 30" RCP
(TO REMAIN)

INLET #F3 - PR TYPE 14
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CONNECT TO EXISTING PIPE
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MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME

DATE

PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

STORM SEWER PLAN & PROFILE

STORM SEWER LINE "E"

STORM SEWER LINE "E"

STORM SEWER LINE "F"
BASIS OF BEARINGS: BEARINGS ARE BASED ON CITY AND
COUNTY OF DENVER LOCAL COORDINATE SYSTEM (CCD
LOCAL SYSTEM) WITH A LINE BETWEEN NATIONAL GEODETIC
SURVEY (NGS) CONTROL POINTS MOE (PID AA7132) AND
RUBY (PID AE5252) BEARING S28°46'12”E.

BENCHMARK: THE BENCHMARKS USED FOR THIS SURVEY
ARE CITY AND COUNTY OF DENVER BENCHMARK 462B AND
NGS BENCHMARK B_406_RESET HAVING PUBLISHED NAVD88
ELEVATIONS OF 5383.030' (462B) AND 5262.893'
(B_406_RESET).

422 0

0 402020

VER. SCALE IN FEET

HOR. SCALE IN FEET

STORM SEWER LINE "F"

STORM SEWER LINE "H"

STORM SEWER LINE "H"

N.T.S.
KEY MAP

MORRIS
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W. NEVADA PL.
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STORM SEWER LINE "G"

STORM SEWER LINE "G"

GREEN INFRASTRUCTURE STORM NOTE:
PROPOSED DOME INLETS SHALL BE NYLOPLAST (OR EQUIVALENT)
AND SHALL BE INSTALLED PER MANUFACTURER'S RECOMMENDATION.

PROPOSED PP STORM SEWER PIPE SHALL BE ADS HIGH PERFORMANCE
POLYPROPYLENE (OR EQUIVALENT) AND SHALL BE INSTALLED PER
MANUFACTURER'S RECOMMENDATIONS.

SEE GREEN INFRASTRUCTURE SHEETS FOR ADDITIONAL DETAILS ON
STORM SEWER FACILITIES LOCATED WITHIN GREEN INFRASTRUCTURE AREAS.

NOTE:

STATIONS AND OFFSETS ON DRAINAGE
STRUCTURES ARE TO CENTER OF
STRUCTURE. PIPE LENGTHS ARE FROM
CENTER OF STRUCTURE TO CENTER OF
STRUCTURE.
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T

PLAZA

9.74 LF ~ 15" RCP @ 0.21%

MH #J1 - PR 4' DIA
STA: 108+41.30, OFF: 23.56 R

13.13 LF ~ 15" RCP @ 3.81%

EX 12" PVC W/L

EX 8" VCP SAN

EX 8" VCP SAN

EX 8" VCP SS

EX 8" GAS

EX 6" PVC W/L

EX  INLET (TO REMAIN)

MODIFY EX INLET
(SEE GREEN INFRASTRUCTURE PLANS)

EX 8" GAS

EX 8" VCP SAN

EX 15" RCP (TO REMAIN)

EX 18" RCP
(TO REMAIN)

REMOVE 17.8 LF ~ 15" RCP
REMOVE EX INLET

EX 30" RCP

EX 24" RCP (TO REMAIN)

EX 30" RCP
(TO REMAIN)

EX 18" RCP
(TO REMAIN)

EX 15" RCP (TO REMAIN)

EX ELEC

EX GAS

REMOVE EX INLET

REMOVE 10 L.F. ~ 15" RCP

EX 15" RCP
(TO REMAIN)

EX FO

PROPOSED GREEN INFRASTRUCTURE (TYP)

REMOVE EX INLET

EX INLET
(TO REMAIN) EX MH ADJUST RIM

PROPOSED GREEN
 INFRASTRUCTURE

PROPOSED GREEN
INFRASTRUCTURE

EX 6" W/L
(TO BE
RELOCATED)

EX MH ADJUST RIM

EX MH ADJUST RIM

INLET #K1 - PR 12' TYPE 14
STA:  111+52.20, OFF: 21.16 L

INLET #J1 - PR TYPE 14
STA:  108+56.20, OFF: 21.67 R
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13.13 LF ~ 15" RCP @ 3.81%
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MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME

DATE

PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

STORM SEWER PLAN & PROFILE

STORM SEWER LINE "J"

STORM SEWER LINE "J"

BASIS OF BEARINGS: BEARINGS ARE BASED ON CITY AND
COUNTY OF DENVER LOCAL COORDINATE SYSTEM (CCD
LOCAL SYSTEM) WITH A LINE BETWEEN NATIONAL GEODETIC
SURVEY (NGS) CONTROL POINTS MOE (PID AA7132) AND
RUBY (PID AE5252) BEARING S28°46'12”E.

BENCHMARK: THE BENCHMARKS USED FOR THIS SURVEY
ARE CITY AND COUNTY OF DENVER BENCHMARK 462B AND
NGS BENCHMARK B_406_RESET HAVING PUBLISHED NAVD88
ELEVATIONS OF 5383.030' (462B) AND 5262.893'
(B_406_RESET).

422 0

0 402020

VER. SCALE IN FEET

HOR. SCALE IN FEET

STORM SEWER LINE "K"

STORM SEWER LINE "K"
N.T.S.

KEY MAP

MORRIS
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NOTE:

STATIONS AND OFFSETS ON DRAINAGE
STRUCTURES ARE TO CENTER OF
STRUCTURE. PIPE LENGTHS ARE FROM
CENTER OF STRUCTURE TO CENTER OF
STRUCTURE.
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LP
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LP
HP

LP

EX 30" RCP

EX 36" STM TO BE
REPLACED WITH 54" RCP

LOG5
SIZE = 28' X 6'
AREA=136 SF
RUN-ON RATIO = 23:1
12" SPLASH ZONE

EX 36" STM
EX INLET (TO BE REMOVED)

EX INLET (TO BE
REMOVED AND
REPLACED WITH A MH)

EX INLET (TO BE REMOVED)

EX INLET (TO BE REMOVED)

LOG5
SIZE = 50' X 10'
AREA=494 SF

RUN-ON RATIO = 49:1
(SEE DETAIL SHEETS FOR
ADDITIONAL INFORMATION)

 INLET TO GI
PROPOSED  INLET

EX INLET (TO BE REMOVED)

PROPOSED  INLET

LOG2
SIZE = 16' X 6'
AREA=98 SF

RUN-ON RATIO = 2:1
12" SPLASH ZONE

PROPOSED 15" DOME INLET
AND 15" PP

 INLET TO GI

LOG5
AREA=647 SF
RUN-ON RATIO = 35:1
(SEE DETAIL SHEETS FOR
ADDITIONAL INFORMATION)

LOG5
AREA=340 SF

RUN-ON RATIO = 22:1
(SEE DETAIL SHEETS FOR
ADDITIONAL INFORMATION)

 INLET TO GI

 INLET TO GI

MODIFY EX INLET
(SEE NOTE)

EX RIM ELEV=5369.1
PR GRATE ELEV=5369.19
EX 15" RCP INV=5366.5

EX SIDEWALK CHASE
(TO BE REMOVED)

PROPOSED NO. 14 INLET

LOG2
SIZE = 22' X 6.5'
AREA=144 SF

RUN-ON RATIO = 3:1 + ROOFDRAIN
12" SPLASH ZONE

PR 15" RCP

PR SIDEWALK CHASE
(UPSTREAM OF INLET)

PR SIDEWALK CHASE
TO GI

PROPOSED
24" DOME INLET AND 15" PP

EX MH

EX 15" RCP (TO BE REMOVED)

PROPOSED
15" RCP AND
4' DIA MH

 INLET TO GI

LOG5
SIZE = 32' X 6'
AREA=194 SF
RUN-ON RATIO = 68:1
(SEE DETAIL SHEETS FOR
ADDITIONAL INFORMATION)

 CONCRETE FOREBAY

 CONCRETE FOREBAY

PROPOSED
15" DOME INLET
AND 15" PP

 CONCRETE FOREBAY

EX 30" RCP

MODIFY EX INLET
(SEE NOTE)
EX RIM ELEV=5369.2
PR GRATE ELEV=5369.75
EX 15" RCP INV=5367.1

CONCRETE
FOREBAY

CONCRETE
FOREBAY

6" CURB HEAD (TYP)

6" CURB HEAD (TYP)

PROPOSED  15" RCP
PROPOSED  15" RCP

PR SIDEWALK CHASE

LANDSCAPE
AREA

LANDSCAPE
AREA

HP
LP

EX 15" STM TO BE
REPLACED WITH 24" RCP

LP

LP
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NOTES:
PROPOSED GREEN INFRASTRUCTURE:

     LOG2: SHALLOW INFILTRATING LANDSCAPE
     (DEPRESS LANDSCAPE AREA 3")

     LOG5: CURB EXTENSION STORMWATER PLANTER

SEE LANDSCAPE PLANS AND GI NOTES AND DETAILS
FOR ADDITIONAL INFORMATION.

PROPOSED GI FACILITIES SHALL CONFORM TO
CCD STANDARD DRAWINGS, AS APPLICABLE.

PROPOSED GI DIMENSIONS AND RUN-ON AREAS
ARE APPROXIMATE.

LEGEND:

GREEN INFRASTRUCTURE AREA

GREEN INFRASTRUCTURE
RUN-ON AREA

N.T.S.
KEY MAP

M
O
R
R
I
S
O
N
 
R
O
A
D W. NEVADA PL.

S
.
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I
T
M
A
N
 
S
T
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S
.
 
M
E
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E
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T
.

S
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MODIFY INLET NOTE:
THE CONTRACTOR SHALL REMOVE THE EXISTING GRATES AND CURB OPENING STRUCTURES  AND
SHALL REBUILD THE INLET BOXES TO ACCOMMODATE SINGLE NO. 16 VALLEY VANE GRATES AT THE SPECIFIED ELEVATIONS.
SEE GREEN INFRASTRUCTURE DETAILS FOR ADDITIONAL INFORMATION.
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Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
Denver GIS Flow 2D shows 7" of depth at this inlet and continued 6" depth around the curb return to the low point in Morrison accross from Osceola St. Where depths are over 12".
Flows over top Osceola then flow east down Custer Pl . The Plaza is blocking that overflow path. 

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
Raising the Grate 0.55'? 
Show that the Plaza and raising this grate isn't going to increase the depth of flow and flood out the adjacent properties.

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
The Domed Grated Inlet should not be used to drain Morrison.

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Polygon Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Polygon Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Rectangle

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Rectangle

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Oval

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
Type 16 Combo Inlets.
Or whatever size needed to capture 100 year flows, including offsite from the north.

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Arrow

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
LOG5
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105+00 106+00

EX SAN

EX 36" RCP (TO REMAIN)

EX INLET
(TO BE REMOVED)

2' WIDE TYPE 1 INLET
W/CHASE COVER OVER
SPLASH ZONE

EX STM (TO REMAIN)

EX ELEC

CL STA: 106+40.45
LIMITS OF CONCRETE

 SIDEWALK W /THICKENED EDGE

1" STEEL FOREBAY LIP
12" SPLASH ZONE

4" SLOTTED  UNDERDRAIN (20 L.F.)

CL STA: 106+06.13
LIMITS OF CONCRETE

SIDEWALK W /THICKENED EDGE

1" STEEL FOREBAY LIP

CL STA: 104+91.23
LIMITS OF CONCRETE
SIDEWALK W /THICKENED EDGE

12" SPLASH ZONE

4" SLOTTED  UNDERDRAIN
(40 L.F.)

CL STA: 105+56.16
LIMITS OF CONCRETE
 SIDEWALK W /THICKENED EDGE

EX MANHOLE

EX 15" RCP TO BE REPLACED WITH 24" RCP

ADDRESS: 3894 MORRISON ROAD ADDRESS: 3830 MORRISON ROAD

EX MANHOLE

4" MOUNTABLE
CURB & GUTTER

RAISED CROSSWALK

N 382616.90
E 560617.01

CURB FL (SPILL POINT)=5368.85
PROVIDE 2" DEPRESSION

INLET INV=5368.68

CONCRETE FOREBAY SLAB
TOP ELEV=5368.12

AREA=9.3 SF

BIORETENTION MEDIA
TOP ELEV=5368.12
AREA=126.6 SF

N 382614.90
E 560617.10
EDGE OF INLET=5368.62

15" DOME INLET WITH
AGRIDRAIN WATER CONTROL

PLATE (OR EQUIVALENT)
N 382598.94
E 560600.02

GRATE=5368.85

N 382612.27
E 560615.60

TOP OF CLEANOUT=5368.29

6.0 L.F. ~ 15" PP STORM SEWER PIPE
(PAID FOR AS 15" SEWER PIPE (SPECIAL))

CONNECT TO EX STORM

N 382600.12
E 560595.11

SIDEWALK ELEV=5369.70

N 382595.24
E 560599.56

SIDEWALK ELEV=5369.82

N 382614.37
E 560620.43

SIDEWALK ELEV=5369.22

N 382615.60
E 560619.31
SIDEWALK ELEV=
5369.20

N 382611.87
E 560608.03

SIDEWALK ELEV=
5368.83

CONCRETE SIDEWALK
WITH THICKENED EDGE TO
ELEV=5366.62 AND SIDE
MOUNTED RAILING

CONCRETE SPLASH ZONE
WITH THICKENED EDGE TO
ELEV=5366.62 AND SIDE

MOUNTED RAILING

PROPOSED INLET
N 382521.32
E 560518.28

CURB FL (SPILL POINT)=5369.93
PROVIDE 2" DEPRESSION

INLET INV=5369.76

CONCRETE FOREBAY SLAB
TOP ELEV=5368.50

AREA=10.6 SF

BIORETENTION MEDIA
TOP ELEV=5368.50
AREA=483.5 SF

N 382521.17
E 560520.28

EDGE OF INLET=5369.70

24" DOME INLET WITH
AGRIDRAIN WATER CONTROL

PLATE (OR EQUIVALENT)
N 382558.73
E 560553.83

GRATE=5369.40

N 382531.99
E 560523.59
TOP OF CLEANOUT=5368.67

11.5 L.F. ~ 15" PP STORM SEWER PIPE
(PAID FOR AS 15" SEWER PIPE (SPECIAL))
CONNECT TO EX MH

N 382554.32
E 560561.11

SIDEWALK ELEV=5370.36

CONCRETE SIDEWALK
WITH THICKENED EDGE TO
ELEV=5367.00 AND SIDE
MOUNTED RAILING

CONCRETE SPLASH ZONE
WITH THICKENED EDGE TO
ELEV=5367.00 AND SIDE
MOUNTED RAILING

N 382517.34
E 560520.49
SIDEWALK ELEV=5370.24

N 382562.45
E 560553.71
SIDEWALK ELEV=5370.20N 382535.53

E 560524.12
SIDEWALK ELEV=5370.45

N 382524.27
E 560519.77
SIDEWALK ELEV=5370.36

N 382518.55
E 560519.39

SIDEWALK ELEV=5370.23
EX 36" RCP
INV=5362.5
TOP=5365.8

EX 36" RCP
INV=5363.2
TOP=5366.5

N 382562.55
E 560551.59

OUTLET SPILLOUT FL=5369.85

N 382560.53
E 560549.37

OUTLET SPILLOUT FL=5369.90

3' WIDE TYPE 1 INLET
W/CHASE COVER OVER

SPLASH ZONE

4" UD INV=5366.25
15" PP INV=5365.92

4" UD INV=5365.87
15" PP INV=5361.68

4" CURB & GUTTER

REFLECTOR (TYP)

12" SPLASH ZONE
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106+00

EX GAS (TO BE RELOCATED)

EX SAN

PR 15" RCP

EX INLET (TO BE REMOVED)

3' WIDE TYPE 1 INLET W/CHASE COVER
OVER SPLASH ZONE

4" SLOTTED
UNDERDRAIN (30 L.F.)

7.2 L.F. ~ 15" PP STORM SEWER PIPE
(PAID FOR AS 15" SEWER PIPE (SPECIAL))

EX 15" RCP TO BE REPLACED WITH 24" RCP

PROPOSED MANHOLE

4" CURB & GUTTER

EX GAS

PROPOSED INLET

EX INLET (TO BE REMOVED)

12" SPLASH ZONE

EX SAN

EX WATEX ELEC

15" RCP
(TO BE REMOVED

1" STEEL FOREBAY LIP

CONCRETE SPLASH ZONE
WITH THICKENED EDGE TO
ELEV=5366.60 AND SIDE
MOUNTED RAILING

CL STA: 106+06.12
LIMITS OF CONCRETE
SIDEWALK W /THICKENED EDGE

CL STA: 106+52.61
LIMITS OF CONCRETE

 SIDEWALK W /THICKENED EDGE

PR 4' DIA. MANHOLE

PR 15" RCP

PROPOSED SIDEWALK CHASE

ADDRESS: 3901 MORRISON ROADADDRESS: 3901 MORRISON ROAD

CONCRETE SPLASH ZONE
WITH 12" DEEP THICKENED EDGE
WITH SIDE MOUNTED RAILING

CL STA: 105+58.88
LIMITS OF CONCRETE

SIDEWALK WITH 12" DEEP
THICKENED EDGE

CL STA: 105+81.17
LIMITS OF CONCRETE

SIDEWALK WITH 12" DEEP
THICKENED EDGE

N 382646.13
E 560605.08
CURB FL (SPILL POINT)=5368.83
PROVIDE 2" DEPRESSION
INLET INV=5368.66

N 382651.62
E 560602.35
SIDEWALK ELEV=5369.45

CONCRETE FOREBAY SLAB
TOP ELEV=5368.10
AREA=16 SF

BIORETENTION MEDIA
TOP ELEV=5368.10

AREA=178 SF

N 382646.78
E 560603.19
EDGE OF INLET=5368.60

N 382649.37
E 560604.31
SIDEWALK ELEV=5369.40

N 382622.11
E 560579.15

SIDEWALK ELEV=5369.90

N 382627.29
E 560574.45

SIDEWALK ELEV=5370.00

N 382641.07
E 560600.00
SIDEWALK ELEV=5369.28

15" DOME INLET WITH
AGRIDRAIN WATER CONTROL

PLATE (OR EQUIVALENT)
N 382625.80
E 560579.64

GRATE=5368.83

N 382645.05
E 560600.92

TOP OF CLEANOUT=5368.27

CONCRETESIDEWALK
WITH THICKENED EDGE TO
ELEV=5366.60 AND SIDE
MOUNTED RAILING

RAISED CROSSWALK

N 382592.24
E 560537.01 N 382607.63

E 560553.13

RAISED CROSSWALKCONCRETE SPLASH ZONE

4" UD INV=5365.85
15" PP INV=5365.50
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 201 WEST COLFAX AVENUE
DENVER, CO 80202
PHONE: (720) 913-4501
FAX: (720) 913-4544

MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME

DATE

PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

15'10'5'

SCALE IN FEET

0

 CURB EXTENSION STORMWATER PLANTER (SSP-3894 MORRISON ROAD)
LOG 5 - STATION 105+25, RIGHT

CURB EXTENSION STORMWATER PLANTER  (SSP-3901 MORRISON ROAD)
LOG 5 - STATION 106+25, LEFT

SHALLOW INFILTRATION LANDSCAPE AREA (LS-3901 MORRISON ROAD)
LOG 2 - STATION 105+50, LEFT

NOTE:
SEE LANDSCAPE PLANS FOR ADDITIONAL INFORMATION IN GREEN INFRASTRUCTURE LOCATIONS. N.T.S.
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 CURB EXTENSION STORMWATER PLANTER (SSP-3830 MORRISON ROAD)
LOG 5 - STATION 106+25, RIGHT

NOTE:
THIS GREEN INFRASTRUCTURE PLAN REPRESENTS
THE BEST AVAILABLE INFORMATION/DESIGN AT
THE TIME OF SUBMISSION.  NOTE, HOWEVER,
SOME ELEMENTS SHOWN ARE STILL IN PROGRESS
AND DO NOT REFLECT 95% LEVEL DESIGN. THE
CURB LAYOUT AND LIMITS OF CONSTRUCTION,
INCLUDING PRIVATE PROPERTY IMPACTS,
REPRESENT 95% DESIGN.

������

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Oval

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Callout
WW doesn't want an under drain over the sanitary sewer.
It also looks to be going through a San MH.

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Rectangle

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Polygon Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Oval

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Rectangle

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Line

Gehrke, Mark W. - DOTI CE0431 Engineer Senior
Line
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EX STM
EX FO (TO BE RELOCATED)

EX ELEC (TO BE RELOCATED)

EX ELEC

4" MOUNTABLE CURB & GUTTER

STA. 107+84.01
OFF. 19.60'L

STA. 108+05.11
OFF. 19.97'L

EX GAS

EX SAN

12" SPLASH ZONE

6" CURB & GUTTER

CONCRETE FOREBAY SLAB
TOP ELEV=5368.69

AREA=20.4 SF

CONCRETE SIDEWALK WITH
6" CURB HEAD, SIDE WALL TO ELEV=5367.19

AND SIDEWALK SCUPPERS
(10 O.C.) TYP

SCUPPER ELEV=5370.0
TOP OF CURB=5370.5

2' WIDE TYPE 1 INLET
W/CHASE COVER OVER

SPLASH ZONE

4" SLOTTED
UNDERDRAIN
(13 L.F.)

1" STEEL FOREBAY LIP

EX 15" RCP

CONCRETE SIDEWALK WITH
6" CURB HEAD, SIDE WALL TO ELEV=5367.19
AND SIDEWALK SCUPPERS
(10 O.C.) TYP
SCUPPER ELEV=5370.0
TOP OF CURB=5370.5

3' WIDE TYPE 1 INLET
W/CHASE COVER OVER

SPLASH ZONE

CONCRETE FOREBAY SLAB
TOP ELEV=5369.25

AREA=22 SF

1" STEEL FOREBAY LIP

CONCRETE SIDEWALK
WITH 6" CURB HEAD,

SIDE WALL TO ELEV=5367.75
AND SIDEWALK SCUPPERS

(10 O.C.) TYP
SCUBBER ELEV=5369.9
TOP OF CURB=5370.4

EX W/L (TO BE RELOCATED)

CONCRETE SIDEWALK WITH 6" CURB HEAD,
SIDE WALL TO ELEV=5367.75 AND SIDEWALK SCUPPERS
(10 O.C.) TYP
SCUPPER ELEV=5369.9
TOP OF CURB=5370.4

LANDSCAPE AREA

LANDSCAPE AREA

ADDRESS: 3799 MORRISON ROAD

ADDRESS: 3801 MORRISON ROAD

CONCRETE SPLASH ZONE
WITH 12" DEEP THICKENED EDGE
WITH SIDE MOUNTED RAILING

CL STA: 107+84.01
LIMITS OF CONCRETE
SIDEWALK W / 12" DEEP
THICKENED EDGE

CL STA: 108+05.11
LIMITS OF CONCRETE
SIDEWALK WITH 12" DEEP
THICKENED EDGE

N 382799.09
E 560696.71

CURB FL (SPILL POINT)=5369.36
PROVIDE 2" DEPRESSION

INLET INV=5369.19

EX INLET (TO BE MODIFIED).
REBUILD TOP OF INLET WITH
SINGLE NO. 16 VALLEY VANE GRATE AND
ADD WATER QUALITY ORIFICE PLATE
ON UNDERDRAIN PIPE.
PAID FOR AS "MODIFY INLET".
N 382794.87
E 560720.04
GRATE=5369.19

N 382794.10
E 560700.21

EDGE OF INLET=5369.01

BIORETENTION MEDIA
TOP ELEV=5368.69

AREA=320 SF

N 382795.40
E 560734.45
TOP OF CLEANOUT=5368.86

N 382781.65
E 560731.46

OUTLET SPILLOUT=5370.15

TRANSITION FROM 6" CURB
TO SPILLOUT ELEV

N 382787.06
E 560737.35
OUTLET SPILLOUT=5370.15

TRANSITION FROM 6" CURB
TO SPILLOUT ELEV

8'

POUR CONCRETE
TO ENSURE

POSITIVE DRAINAGE
FROM ROW TO SCUPPERS

BIORETENTION MEDIA
TOP ELEV=5369.25

AREA=625 SF

N 382823.98
E 560710.89

CURB FL (SPILL POINT)=5369.75
PROVIDE 2" DEPRESSION

INLET INV=5369.58

N 382823.97
E 560716.92
EDGE OF INLET=5369.40

N 382838.13
E 560772.61
TOP OF CLEANOUT=5369.42

N 382832.23
E 560766.56
TOP OF CLEANOUT=5369.42

EX INLET (TO BE MODIFIED).
REBUILD TOP OF INLET WITH
SINGLE NO. 16 VALLEY VANE GRATE AND
ADD WATER QUALITY ORIFICE PLATE ON UNDERDRAIN PIPE.
PAID FOR AS "MODIFY INLET".
N 382830.12
E 560753.44
GRATE=5369.75

POUR CONCRETE
TO ENSURE
POSITIVE DRAINAGE
FROM ROW TO SCUPPERS

N 382826.75
E 560771.41

OUTLET SPILLOUT=5370.20

N 382832.40
E 560777.09
OUTLET SPILLOUT=5370.20

8'

TRANSITION FROM 6" CURB
TO SPILLOUT ELEV

TRANSITION FROM 6" CURB
TO SPILLOUT ELEV

N 382788.74
E 560739.18
SIDEWALK ELEV=5370.15
TOP OF CURB=5370.50

N 382824.64
E 560769.28

SIDEWALK ELEV=5370.20
TOP OF CURB=5370.40

N 382793.09
E 560698.15

SIDEWALK ELEV=5370.00
TOP OF CURB=5370.50

N 382788.92
E 560698.15

SIDEWALK ELEV=5370.00
TOP OF CURB=5370.50

N 382797.72
E 560703.96
SIDEWALK ELEV=5370.00
TOP OF CURB=5370.50

N 382779.97
E 560729.63

SIDEWALK ELEV=5370.00
TOP OF CURB=5370.50

N 382797.50
E 560735.75
SIDEWALK ELEV=5370.00
TOP OF CURB=5370.50

N 382840.12
E 560779.18
SIDEWALK ELEV=5369.90
TOP OF CURB=5370.40

N 382834.50
E 560779.20
SIDEWALK ELEV=5370.20
TOP OF CURB=5370.40

N 382840.18
E 560771.89
SIDEWALK ELEV=5369.90
TOP OF CURB=5370.40

N 382833.86
E 560765.53
SIDEWALK ELEV=5369.90
TOP OF CURB=5370.40

N 382834.27
E 560716.51
SIDEWALK ELEV=5369.90
TOP OF CURB=5370.40

N 382820.19
E 560716.39

SIDEWALK ELEV=5369.90
TOP OF CURB=5370.40

4" SLOTTED UNDERDRAIN
(20 L.F.)

4" UD INV=5367.43
EX 15" RCP INV=5367.1

4" UD INV=5366.83
EX 15" RCP INV=5366.5

5' WALK

5' WALK

15'10'5'

SCALE IN FEET

0

SHALLOW INFILTRATING LANDSCAPE AREA
 (LS-3801 MORRISON ROAD)
LOG 2 - STATION 108+00, LEFT
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 201 WEST COLFAX AVENUE
DENVER, CO 80202
PHONE: (720) 913-4501
FAX: (720) 913-4544

MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME

DATE

PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

STREETSIDE STORMWATER PLANTER
(SSP-3801 MORRISON ROAD)
LOG 5 - STATION 108+25, LEFT

STREETSIDE STORMWATER PLANTER
 (SSP-3799 MORRISON ROAD)
LOG 5 - STATION 108+75, LEFT

NOTE:
SEE LANDSCAPE PLANS FOR ADDITIONAL INFORMATION IN GREEN INFRASTRUCTURE LOCATIONS.

N.T.S.
KEY MAP
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NOTE:
THIS GREEN INFRASTRUCTURE PLAN REPRESENTS
THE BEST AVAILABLE INFORMATION/DESIGN AT
THE TIME OF SUBMISSION.  NOTE, HOWEVER,
SOME ELEMENTS SHOWN ARE STILL IN PROGRESS
AND DO NOT REFLECT 95% LEVEL DESIGN. THE
CURB LAYOUT AND LIMITS OF CONSTRUCTION,
INCLUDING PRIVATE PROPERTY IMPACTS,
REPRESENT 95% DESIGN.
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95% SUBMISSION
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 201 WEST COLFAX AVENUE
DENVER, CO 80202

PHONE: (720) 913-4501
FAX: (720) 913-4544

MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME

DATE

PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

NOTE:
ALL GREEN INFRASTRUCTURE DETAILS TAKEN FROM DENVER'S "ULTRA-URBAN GREEN INFRASTRUCTURE GUIDELINES".

NOTE:
STRUCTURAL BACKFILL PAID FOR AS "STRUCTURAL BACKFILL (CLASS 1)".
SIDE WALL PAID FOR AS "CONCRETE CLASS D (WALL)".
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 201 WEST COLFAX AVENUE
DENVER, CO 80202

PHONE: (720) 913-4501
FAX: (720) 913-4544

MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME

DATE

PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

NOTE:
ALL GREEN INFRASTRUCTURE DETAILS TAKEN FROM DENVER'S "ULTRA-URBAN GREEN INFRASTRUCTURE GUIDELINES".

NOTE:
INLET TYPE 1 PAID FOR AS "INLET SPECIAL".

NOTE:
FOREBAY PAID FOR AS "CONCRETE PAVEMENT (6 INCH) (SPECIAL)".
GEOTEXTILE FABRIC PAID FOR AS "GEOMEMBRANE".
BIORETENTION MEDIA PAID FOR AS "STRUCTURE BACKFILL (SPECIAL)".

NOTE:
WATER CONTROL SECTION INCLUDED IN PAY ITEM "OUTLET STRUCTURE (SPECIAL)"
AND  "MODIFY INLET".
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 201 WEST COLFAX AVENUE
DENVER, CO 80202
PHONE: (720) 913-4501
FAX: (720) 913-4544

MORRISON ROAD IMPROVEMENTS NORTH

DRAWING NAME
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PROJECT NO.
2019-PROJMSTR-0000252  2024-CIP-0000105

03/20/2026

NOTE:
ALL GREEN INFRASTRUCTURE DETAILS TAKEN FROM DENVER'S "ULTRA-URBAN GREEN INFRASTRUCTURE GUIDELINES".

NOTE:
DRAIN BASIN PAID FOR AS "OUTLET STRUCTURE (SPECIAL)".
OUTLET PIPE PAID FOR AS "SEWER PIPE (SPECIAL)".

NOTE:
CLEANOUT INCLUDED IN PAY ITEM "4 INCH PERFORATED PIPE UNDERDRAIN".

NOTE:
PLANTER KICK RAIL PAID FOR AS "PIPE RAILING".

NOTE:
NON-WOVEN GEOTEXTILE PAID FOR AS "GEOTEXTILE (SEPARATOR) (CLASS 1)".
FILTER SAND PAID FOR AS "FILTER MATERIAL (CLASS B)".
DRAIN GRAVEL PAID FOR AS "AGGREGATE BASE COURSE (SPECIAL)".

NOTE:
SCUPPER INCLUDED IN COST OF CONCRETE FLATWORK.

NOTE:
ADDITIONAL CONCRETE QUANTITY FOR THICKENED EDGE
PAID FOR AS "CONCRETE SIDEWALK (SPECIAL)".
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