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224563
Text Box
show electric meter and power source - Xcel needs to bring power within 10 feet of meter

224563
Text Box
include signal design sheets including traffic signal notes, legend and key notes

shade back utilities

need separate signing and marking sheet that shows crosswalk layout with new ramps and stop bar location - stop bars should be offset 10' from crosswalk at signalized intersections

signal design sheet needs to show all signs associated with the traffic signal including mast arm signs and street name signs

include signal head legend

include phasing diagram

video detection on all 4 mast arms

push buttons shall meet all ADA/PROWAG standards and accessible from flat landing, 10" from landing area above ramp, and 10' from flowline

need 10' ped pole to accommodate pedestrian signal head indication

224563
Text Box
Unless noted in the plans, pedestrian signal head housing to  be located on the side of the pole to be above the ramp. Pedestrian signal head shown otherwise for clarity only.

224563
Length Measurement
9'-0"

224563
Callout
stop bar should  be offset 10' from crosswalk at signalized intersections (TYP)

224563
Callout
these heads should also be 3 section flashing yellow arrow

224563
Callout
label conduit - 2 ' 3" conduit (TYP)

224563
Callout
label conduit - 2" conduit from ped pole to pullbox (TYP)


