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Master ID:

Review ID:

Location:

Review End Date:2026-PROJMSTR-0000003

2026-UTIL-0000030

PT 22844 - Acoma St Improvements, 5280 

Trail.

02/18/2026

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review ApprovedReviewing Agency: Review Status:

Nick Evers

Nick.Evers@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/18/2026Status Date:

Approved. No expected PRW tree conflict.

Status: Approved

Parks and Recreation Review ApprovedReviewing Agency: Review Status:

Greg Neitzke

greg.neitzke@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/19/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000030 - Denver Water - PT 22844 - Acoma St Improvements - 5280 Trail

Reviewing Agency/Company: Parks Planning Design and Construction 

Reviewers Name: Greg Neitzke

Reviewers Phone: 3039162689

Reviewers Email: greg.neitzke@denvergov.org

Approval Status: Approved

Comments:

Status: Approved

ERA Transportation Review DeniedReviewing Agency: Review Status:

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/17/2026Status Date:

1. Disturbance of the pedestrian way?(curb ramp, sidewalk and crosswalk) within 10 ft of an existing curb ramp will 

require the reconstruction of the curb ramp in compliance with current CCD and ADA standards, if not already fully 

compliant per DOTI Rules and Regulations for Sidewalk and Curb Ramp Construction, October 1, 2007. 

2. Dimension running line to ALL nearby storm manholes and inlets. Must comply with minimum distance 

requirements. 

3. Provide dimensions perpendicular from the EOP to water main at any alignment change.

4. Sheet 5: Dimension proposed fire hydrant to the edge of the sidewalk.

5. Please protect all green infrastructure, sanitary sewer, storm drainpipes and appurtenances during construction.

Status: Denied

2026-UTIL-0000030
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6. Field verify all ROW prior to construction. 

7. Protect all City of Denver Range Points, Section Corners and Benchmarks. 

8. Crossings of sewer lines must be in accordance with the City Wastewater Standards.

ERA Utility Review Approved - No ResponseReviewing Agency: Review Status:

Emily Rush

Emily.Rush@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/19/2026Status Date:

Status: Approved - No Response

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Porames Saejiw

Joe.Saejiw@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/10/2026Status Date:

1. Prior to the solicitation of bids or proposals from general contractors, the developer of this project is strongly 

encouraged to schedule an office meeting with the Right-of-Way Services Construction Inspections team (303) 

446-3469 to discuss the project’s installation of City Approved Plans for Traffic Closures, Row Items and 

Landscaping and the associated ROW permit fees that will need to be paid by the selected general contractor.

2. Hand holes, vaults, valves, poles and cabinets should not be placed in the direct pedestrian path. A 5ft min 

unobstructed pedestrian path must be present after construction.

Status: Approved

PW Traffic Operations Review ApprovedReviewing Agency: Review Status:

Victor Barela

victor.barela@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/19/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000030 - Denver Water - PT 22844 - Acoma St Improvements - 5280 Trail

Reviewing Agency/Company: City and County of Denver

Reviewers Name: Victor L. Barela

Reviewers Phone: 7204906276

Reviewers Email: victor.barela@denvergov.org

Approval Status: Approved

Comments:

Status: Approved

Denver Water Referral ApprovedReviewing Agency: Review Status:

2026-UTIL-0000030
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Reviewers Name:

Reviewers Email:

Comments:

02/19/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000030 - Denver Water - PT 22844 - Acoma St Improvements - 5280 Trail

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 303-628-6302

Reviewers Email: kela.naso@denverwater.org

Approval Status: Approved

Comments:

Status: Approved

Traffic Signal Review Approved - No ResponseReviewing Agency: Review Status:

Joshua Jones

Joshua.Jones2@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

02/19/2026Status Date:

Status: Approved - No Response

2026-UTIL-0000030

Kela Naso

kela.naso@denverwater.org


