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Vero Fiber Networks - Redline Design - E Alameda A

05/15/2026 Page 1 of 3
Master ID: 2026-PROJMSTR-0000049 Review End Date:  03/20/2023
Review ID: 2026-UTIL-0000043
Location: E Alameda Ave
Any denials listed below must be rectified in writing to this office before project approval is granted.
Reviewing Agency: City Forester Review Review Status: ~ Approved

Reviewers Name:

Reviewers Email:

Eric Huetig

Eric.Huetig@denvergov.org

Status Date: 03/16/2026

Status: Approved

Comments: 1. Plan is approved. If one or more of the following items occur, contractor shall contact Office of the City Forester
to review changes to approved plans:
A. Utility routing changes (Route utilities under paved areas).
B. Trenching in public right of way is required, especially adjacent to existing Public Right of Way trees.
C. Additional utility structures (including stands, handholes, and utility poles) are proposed for placement within,
or adjacent to, driplines of existing public right of way trees.
2. Contractor shall contact adjacent property owner(s) when existing trees in public rights of way or private
property are to be impacted by proposed construction. Potentially impacting construction includes installation of
bore pits & hand holes adjacent to trees.

Reviewing Agency: Parks and Recreation Review Review Status: Approved - No Response

Reviewers Name:

Reviewers Email:

Status Date:

Jennifer Cervera

Jennifer.Cervera@denvergov.org

03/23/2026

Status: Approved - No Response
Comments:
Reviewing Agency: ERA Transportation Review Review Status:  Approved

Reviewers Name:

Reviewers Email:

Status Date:
Status:
Comments:

2026-UTIL-0000043

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

05/15/2026

Approved

PWPRS Project Number: 2026-UTIL-0000043 - Vero Fiber Networks - Redline Design - E Alameda A
Reviewing Agency/Company: DOTI ROWS EPR

Reviewers Name: Vanesa Cuellar Leyva

Reviewers Phone: 7209138807

Reviewers Email: vanesa.cuellarleyva@denvergov.org

Approval Status: Approved

Comments:



Comment Report

Vero Fiber Networks - Redline Design - E Alameda A

05/15/2026 Page 2 of 3

Master ID: 2026-PROJMSTR-0000049 Review End Date:  03/20/2023

Review ID: 2026-UTIL-0000043

Location: E Alameda Ave

Any denials listed below must be rectified in writing to this office before project approval is granted.

Attachment: Windsor Gardens_5.12.26.pdf
REDLINES uploaded to Ereview page

Status Date: 03/16/2026

Status: Denied

Comments: 1. Add better vicinity map. Location of project is hard to tell from provided vicinity map.
2. Dimension EOP to EOP, ROW to ROW on all sheets on streets where work is being proposed.
3. Dimension proposed work from edge to ROW, BOC, and EOP.
4. Reference specific City and County of Denver Transportation Standards and Details standard detail title and
number for surface restoration at each disturbed areas (bore pits, handholes, manholes,?etc.).? Full concrete panel
replacement is required.?
5. Place proposed vaults in the street. Large utility vaults should be in the roadway or parking lane where access
requirements allow it. Utility vaults and boxes should be located outside of amenity zones whenever possible to
maximize the planting area for trees and other vegetation.
6. Show and correctly dimension all Signal Equipment Clear Zones along the alignment.? No facilities including bored
conduits or handholes are allowed in the Equipment Clear Zone as shown on?City and County of Denver
Transportation Standards and Details?standard drawing 7.9.?
7. Show and dimension ALL utility mains and services, including but not limited to; traffic signals, water, sanitary
sewer, storm sewer, manholes, inlets, electric (overhead and underground), natural gas and other communication
lines?per checklist. Distances must comply with minimum distance requirements.
8. Running line goes directly over multiple manholes. Remove or relocate work to comply with distance requirements.
9. Please protect all green infrastructure, sanitary sewer, storm drainpipes and appurtenances during construction.
10. Field verify all ROW prior to construction.
11. Protect all City of Denver Range Points, Section Corners and Benchmarks.
12. Crossings of sewer lines must be in accordance with the City Wastewater Standards.
13. Full panel concrete replacement may require the replacement of non-compliant ramps per?DOTI Rules and
Regulations for Sidewalk and Curb Ramp Construction (PWRR-029.0).?1f pavement restoration disturbs the
pedestrian way within 10 ft of a non-compliant curb ramp or if the replacement is 10 ft or more in width and on the
same side of the street centerline as a non-compliant ramp, replacement of the ramp will be required.?

Reviewing Agency: ERA Utility Review Review Status:Approved - No Response

Reviewers Name: Karmen Brown

Reviewers Email: Karmen.Brown@denvergov.org

Status Date: 03/23/2026

Status: Approved - No Response

Comments:

Reviewing Agency: PW Construction Engineering Review Review Status: Approved - No Responsel

Status Date:
2026-UTIL-0000043

03/23/2026
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05/15/2026

Vero Fiber Networks - Redline Design - E Alameda A

Page 3 of 3
Master ID: 2026-PROJMSTR-0000049 Review End Date:  03/20/2023
Review ID: 2026-UTIL-0000043
Location: E Alameda Ave
Any denials listed below must be rectified in writing to this office before project approval is granted.
Status: Approved - No Response
Comments:
Reviewing Agency: PW Traffic Operations Review Review Status: Approved - No Response
Status Date: 03/23/2026
Status: Approved - No Response
Comments:
Reviewing Agency: Denver Water Referral Review Status:  Denied
Reviewers Name: KelaNaso
Reviewers Email: KelaNaso@denvergov.org
Status Date: 03/23/2026
Status: Denied
Comments: PWPRS Project Number: 2026-UTIL-0000043 - Vero Fiber Networks - Redline Design - E Alameda A
Reviewing Agency/Company: Denver Water
Reviewers Name: Kela Naso
Reviewers Phone: 303-628-6302
Reviewers Email: kela.naso@denverwater.org
Approval Status: Denied
Comments:
Call out distances from water infrastructure to and new bore and vaults, must maintain a minimum of 5' clearance
(sheets UG2-UG4)
Reviewing Agency: Traffic Signal Review Review Status:Approved - No Response

Status Date:
Status:
Comments:

2026-UTIL-0000043

03/23/2026
Approved - No Response




