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Review End Date:2026-PROJMSTR-0000001

2026-UTIL-0000095

3512 S HILCREST DR DENVER CO  

80239- JB#2455962

06/18/2026

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review DeniedReviewing Agency: Review Status:

Eric Huetig

Eric.Huetig@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

06/15/2026Status Date:

Address OCF comments on attached redlined plans (uploaded via ERA site).  If redlined plans were not received, 

email Eric.Huetig@denvergov.org to request a set of redlines.

1. Sheet 7 - Bore & Trench Detail: This is a Douglas County detail, not Denver.  Refer to City/County of Denver 

Transportation Standard Drawings, Detail 3.0 for Standard Utility Placement, including minimum depth.

2. All Sheets:

A. Key Note No 1: All proposed utility structures, including bore pits and handholes, within tree protection zones 

shall be excavated via hydrovacuum.  Trenching within tree protection zones is strictly prohibited.

B. Boring depth at 24”: Per DOTI 2026 Transportation Standard Drawings Detail 3.0 (Standard Utility Placement), 

"Running utilities or conduit under the Sidewalk Zone shall be a minimum of 36” below finished grade. Running 

utilities or conduit under the amenity zone shall be a minimum of 48” below finished grade."  

i. Installing fiber at 24" depth does not work as this results in extremely high risk of tree root damage from boring 

equipment.

ii. Across all sheets, minimum boring depth within amenity zones shall be 48" below finished grade.

iii.

C. Typically, route line under sidewalk at min depth of 36" (per DOTI detail 3.0).  Appropriate routing shown on 

attached redlined plans as yellow dashed line.

Status: Denied

Reviewing Agency: Parks and Recreation Review Review Status:Approved - No Response

Jennifer Cervera 

Jennifer.Cervera@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

06/22/2026Status Date:

Status: Approved - No Response

ERA Transportation Review DeniedReviewing Agency: Review Status:

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

Reviewers Name:

Reviewers Email:

06/18/2026Status Date:

Status: Denied

2026-UTIL-0000095

REDLINES uploaded to Ereview page
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Comments: 1. Dimension running line to closest edge of inlets.

2. Dimension closest edge of HH's to BOC.

3. ROW boundary is incorrectly shown on northeast corner of  S Ivanhoe St. and S Hillcrest Dr. Please show correct 

boundary line.

4. Show and dimension all Signal Equipment Clear Zones along the alignment.? No facilities including bored conduits 

or handholes are allowed in the Equipment Clear Zone as shown on?City and County of Denver Transportation 

Standards and Details?standard drawing 7.9.

5. Remove or relocate work that goes through signal clear zone on northwest corner of  S Ivanhoe St. and S Hillcrest 

Dr.

6. Remove or relocate work that goes through signal clear zones on northeast and southeast corners of S Hillcrest Dr. 

and S Hillcrest Dr.

7. Remove or relocate work that goes through signal clear zones across from Mansfield Ave.

8. Reference specific City and County of Denver Transportation Standards and Details standard detail title and

number for surface restoration at each disturbed areas (bore pits, handholes, manholes,?etc.), on each sheet.? Full 

concrete panel replacement is required.? Keyed notes are accepted.

9. Place proposed HH's at least 5.5' from the BOC to allow for future 5' sidewalk expansion.

10. Please protect all green infrastructure, sanitary sewer, storm drain pipes and appurtenances during construction.

11. Field verify all ROW prior to construction.

12. Protect all City of Denver Range Points, Section Corners and Benchmarks.

13. Crossings of sewer lines must be in accordance with the City Wastewater Standards.

Reviewing Agency: ERA Utility Review                                                                                                           Review Status:Approved - No Response

Reviewers Name:

Reviewers Email:

Comments:

06/22/2026Status Date:

Status: Approved - No Response

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Michael Holm

Michael.Holm@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

06/05/2026Status Date:

It is the responsibility of the requestor to contact the Construction Engineering Transportation team at least 10 

business days before the start of work to obtain a Revocable Street Occupancy Permit, a Street Cut Permit or a 

Right-of-Way Construction Permit.  Additional time beyond the 10 days may be needed for closures on arterial or 

collectors streets.

A detailed Traffic Control Plan shall be provided for review at the time of permit application.

All flow-fill or normal CLSM (Controlled Low-Strength Material) shall be air-entrained to between 6 percent and 25 

percent when used in the upper 3 feet of trenches.  All flash-fill material (using only fly ash without aggregate) used 

Status: Approved

2026-UTIL-0000095

Emily Rush 

Emily.Rush@denvergov.org
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for rapid set time shall be air-entrained to between 15 percent and 21 percent when used in the upper 3 feet of 

trenches.

Full-panel replacement is required on all concrete roadways, sidewalks, curbs and alleys.

Any surface feature proposed that impacts a pedestrian ADA ramp, or the sidewalk within 10 feet of a ramp, enough 

to require concrete panel replacement shall require upgrade of the affected ramp to current Denver and ADA 

standards.

Final restoration of the street pavement shall occur within 14 calendar days of the initial cut on residential streets and 

alleys, or within 48 hours on collector or arterial streets.

Applicant shall coordinate the closure of driveways in the project area with the adjacent properties.  Access must be 

provided to all buildings during construction.

Reviewing Agency: PW Traffic Operations Review Review Status: Approved

Reviewers Name: Victor L. Barela 

Reviewers Email:

Comments:

06/22/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000095 - Comcast - Mastec - 3512 S Hillcrest Dr

Reviewing Agency/Company: City and County of Denver

Reviewers Name: Victor L. Barela

Reviewers Phone: 7204906276

Reviewers Email: victor.barela@denvergov.org

Approval Status: Approved

Comments:

Status: Approved

Denver Water Referral DeniedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

06/22/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000095 - Comcast - Mastec - 3512 S Hillcrest Dr

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 303-628-6302

Reviewers Email: kela.naso@denverwater.org

Approval Status: Denied

Comments: 

Status: Denied

2026-UTIL-0000095

Victor.Barela@denvergov.org

Kela Naso
Kela.Naso@denverwater.org
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The water main infrastructure is incorrectly shown in E Hampden Ave at S Ivanhoe. Missing 12" CA main on the 

South side of E Hampden Ave, the water main in S Ivanhoe St connects this this Southern main rather than the main 

North is E Hampden Ave (sheet 9-10). Crossing Denver Water 42" conduit #66 in E Mansfield Ave, add a note that the 

"conduit(s) must be potholed prior to construction, and a 2' vertical clearance must be maintained while crossing the 

conduit" (sheet 24). Missing water mains 12" CA & 12" CI in E Happy Canyon Rd (sheet 28).

Denver Water acquired a Right-of-Way agreement in 1958 for Conduit installations. The applicant must submit a 

license request to cross the Denver Water ROW. Please see Denver Water’s Engineering Standards Chapter 4, 4.04, 

for information on how to submit a license request.

Reviewing Agency: Traffic Signal Review Review Status:Approved - No Response

Joshua Jones 

Joshua.Jones2@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

06/22/2026Status Date:

Status: Approved - No Response

Additional Reviewer 1 Approved w/ConditionsReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

06/22/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000095 - Comcast - Mastec - 3512 S Hillcrest Dr

Reviewing Agency/Company: CDOT

Reviewers Name: Michelle White - CDOT

Reviewers Phone: 303-512-4218

Reviewers Email: michelle.m.white@state.co.us

Approval Status: Approved with conditions

Comments: 

This area is within CDOT Right of Way and is not covered by a maintenance agreement. This project is approved 

with the condition that the applicant apply for a CDOT permit to work in this area in addition to the Denver permit . 

Attached is the link and instructions. If you have questions or concerns, please contact Kirk Allen at 

kirk.allen@state.co.us.

Attachment: 4. CDOT Utility Permit Application Online.pdf

Status: Approved w/Conditions

2026-UTIL-0000095

Michelle White
Michelle.m.white@state.co.us

REDLINES uploaded to Ereview page


