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Per development project no. 2022PM0000184, bore pit & line routing conflicts with ROW tree location.  Move bore pit 10' north and adjust electric line routing (in dark red).

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Callout
Adjusted bore pit & line routing

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle


v w | |
\ > | ®

\ﬁ (E) PARKING LOT | | IV iy

EXIST ZAYO FIBER IN
CONFLICT WITH GARAGE
EXCAVATION LIMITS AND

TEMP CRANE PAD TO

BE REMOVED

N
=

N SPEER BLVD

EXIST. ZAYO HANDHOLE |
TO BE REMOVED. WORK | |
PERFORMED BY ZAYO. |

126.0° (E) E.O.P.

AR —jcoM1(B) ———— |&
_—— END OPEN TRENCH AT 4’X4’ BORE

CAUTION: SERVICE LINES ARE NOT SHOWN ON PLAN.

NO CONSTRUCTION ACCESS, ACTIVITY, OR STORAGE OF MATERIALS/DEBRIS/EQUIPMENT
IS PERMITTED WITHIN TREE PROTECTION ZONES, INCLUDING GRADING, INSTALLATION
OF UNDERGROUND UTILITIES, INSTALLATION OF SITE IMPROVEMENTS, AND/OR
GRUBBING. ALL CONSTRUCTION ACTIVITY MUST OCCUR OUTSIDE TREE PROTECTION
ZONES (SEE NOTE 2 IN OCF TREE PROTECTION NOTES TO DETERMINE TREE
PROTECTION ZONE BOUNDARIES).

6. ALL EXISTING GRADES WITHIN TREE PROTECTION ZONE (TPZ) BOUNDARIES MUST
REMAIN AS-IS. ALL PROPOSED GRADE CHANGES MUST OCCUR ENTIRELY OUTSIDE

TPZ BOUNDARIES.

apwN

) — NOT FOR
B) PIT AND PLACE (1) 1.25" CONDUIT IN @
/JOINT TRENCH. REMOVE AND REPAR . CONSTRUCTION
PER CCD STANDARD 12.0.
STA: 5+50
| CRITICAL: O t hi di t lling handhole withi isting tree dripline/t tecti SUBJECT TO
o PLACE NEW HANDHOLE IN GRASS, ICAL: Open trenching and installing handhole within existing tree dripline/tree protection CHANGE PENDING
: / SOUTH OF NEW DRIVE. WORK TO zone is unacceptable. Relocate handhole entirely out of dripline/tree protection zone.
BE PERFORMED BY ZAYO. REMOVE JURISDICTIONAL
INTERCEPT EXIST. DUCT TO PROP. 130"+ (1) 1.25" CONDUIT AND RESTORE LANDSCAPE PER CCD In addition, all proposed utility work in Speer ROW must be reviewed and approved by APPROVAL
BLDG/PLC 45’ NEW FIBER UNDERGROUND IN NEW JOINT STANDARD 12.1. Forestry Operations. Contact Darren Potucek to discuss (Darren.Potucek@denvergov.org).
FROM BLDG TO 4°X4’ BORE TRENCH (SEE SHEET JT001) 'y 1B
PIT—(\TIERCEDT EVICT [ x 9.0+ FROM . @
- ~— pufAcceptable handhole location @ midpoint b/w trees. |- = E.O.P. o \ L
| PEIMove bore pit location farther south. = | m
WO o @ | N
H BY |Excavate for handhole via hydrovacuum. All utility ,/ = ‘ | > W = g
routing from Wynkoop Wy bore pit to handhole shall S SIAN , ; \ v
be directionally bored. Open trenching within tree 1 OPEN TRENCH 50 TO SWEEP FROM EXIST. ‘m \ Y < O E
PERMANENT . ) icl hibited CONDUITS TO NEW HANDHOLE PLACED IN - ‘ D)
R704 STOP Ajprotectlon ZAONES I3 SUTE 7 [DIITIoEe gOpen trenching through TPZ is unacceptable. I~ Wl I oY s %
FrriINuUvieruoU i i covirrir.Arr romiNig 1o ‘ /":‘\
REQUIRED TO COORDINATE WITH THE CONCRETE (FULL PANEL) LANDSCAPE PER | E;:/ % o — O —
R.O.W. OWNER PRIOR TO ENTERING \ CCD STANDARDS 12.1 AND 12.3. 1 | ) O«
THEIR R.O.W. A= 2\ | ' < )
=3 EAN “ al E m = O
=N —
Y ey | S \— PLACE 4’X4’ BORE PIT OVER EXIST. b < S LL g_) m
I ZAYO CONDUITS AND OPEN TRENCH ‘/@y Z 0 Z < (n'd
- TO PROP. HANDHOLE IN GRASS. j | — N O
REMOVE AND REPLACE CONCRETE | - Ww O _y T
(FULL PANEL) AND LANDSCAPE PER | R X 1< Oo
‘ CCD STANDARDS 12.1 AND 12.3. ‘ < L — =z O
| CONTRACTOR NOTE: < g
1221 1225 | | 12 ES
‘:7 | 1. ALL UTILITY LOCATIONS ARE APPROXIMATE AND THE CONTRACTOR IS | LIJ O (oS
S m - | RESPONSIBLE FOR IDENTIFYING EXACT LOCATIONS PRIOR TO INITIATING WORK. < 0 N —_ 0
Z S - A CONTRACTOR SHALL FIELD VERIFY ROW WIDTH PRIOR TO INITIATING WORK. N W = X
~ 0 w [ CONTRACTOR SHALL PROTECT AND MAINTAIN EXISTING SEWER AND STORM FACILITIES. 0 Y L
1L

05,/01/26

Issue / Revision
ISSUED FOR CCD REVIEW

No.
1

1

BASIS OF BEARINGS:

BEARINGS SHOWN HEREON ARE GRID BEARINGS DERIVED FROM GPS OBSERVATION
BASE UPON THE COLORADO SYSTEM OF 1983 CENTRAL ZONE (NAD 83, 2011)

REFERENCES TO THE WEST LINE OF SECTION 33, TOWNSHIP 3 SOUTH, RANGE 68
WEST, SIXTH PRINCIPAL MERIDIAN BEING MONUMENTED AS SHOWN HEREON, TAKEN

Drawn By| S. OTERO
Checked By| J. FORD
PERMISSION FROM KIEWIT, INC.

Approved By| J. FORD
THE DESIGNS SHOWN HEREIN INCLUDING ALL TECHNICAL DRAWINGS,

GRAPHIC REPRESENTATION & MODELS THEREOF, ARE PROPRIETARY

Designed By| S. OTERO

TO BEAR NORTH 20°50°24” EAST, A DISTANCE OF 1,354.90 FEET.. ;:;:_' E
BENCHMARK: 20 10 0 20 40 £
CITY OF DENVER BENCHMARK NUMBER 141B BEING 2” BRASS CAP STAMPED "BM SCALE 3
141B” LOCATED AT THE SOUTHEAST CORNER OF FEDERAL BOULEVARD AND 19TH ALL LINEAL DIMENSIONS ARE IN U.S. SURVEY FEET

AVENUE ON THE FRONT OF THE SIDEWALK AT THE SOUTH POINT OF CURVATURE. : Q
ELEVATION = 5285.12 (NAVDSS) City and County of Denver =

Department of Transportation & Infrastructure (DOTI)
Development Engineering Services

& CAN NOT BE COPIED, DUPLICATED, OR COMMERCIALLY EXPLOITED

IN WHOLE OR IN PART WITHOUT THE SOLE AND EXPRESS WRITTEN

DES PROJECT NO. 2022-PM-0000184; 2026-UTIL-0000XXX

PROJECT NAME: Sheet Number:
BALL ARENA PROPERTY REDEVELOPMENT
PHASE 1 HORIZONTAL INFRASTRUCTURE

KNOW WHAT'S BELOW. GRI.L "BEFORE YOU DIG. WYNKOOP WAY UTILITY RELOCATION PLAN
DESIGNED BY DATE DATE ISSUED: DRAWING No.
S. OTERO 04/28/26 05/01/26 RO O 4
DRAWN BY DATE
S. OTERO
CALL 81 1 3-BUSINESS DAYS IN ADVANCE e R0O04
BEFORE YOU DIG, GRADE OR EXCAVATE FOR 043072 ey he

MARKING OF UNDERGROUND MEMBER UTILITIES



Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Rectangle

Huetig, Eric M. - DPR CE3049 Plans Review Specialist II
Text Box
CRITICAL: Open trenching and installing handhole within existing tree dripline/tree protection zone is unacceptable.  Relocate handhole entirely out of dripline/tree protection zone.
 
In addition, all proposed utility work in Speer ROW must be reviewed and approved by Forestry Operations.  Contact Darren Potucek to discuss (Darren.Potucek@denvergov.org).
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Callout
Acceptable handhole location @ midpoint b/w trees.  Move bore pit location farther south.
 
Excavate for handhole via hydrovacuum.  All utility routing from Wynkoop Wy bore pit to handhole shall be directionally bored.  Open trenching within tree protection zones is strictly prohibited.
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Text Box
Open trenching through TPZ is unacceptable.
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