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70' APPROX. ROW

 - ROW

43' APPROX. EOP - EOP

TIE INTO EXISTING XFMR

25' APPROX. BORE - EOP

TIE INTO EXISTING POLE

17' APPROX.
BORE - SAN

26' APPROX. BORE - MH
35' APPROX. BORE - WATER

TIE INTO EXISTING
UG ELECTRIC

5' MIN. BORE - WATER

4' APPROX. SC - ROW

10' APPROX. SC - WALK

2' APPROX. XFMR - ROW

3' APPROX. PEDESTAL - ROW

3' APPROX. BORE - ROW

5' MIN. BORE - STM

5' MIN. BORE - STM

N:367980.22
E:592606.01

N:367982.47
E:592601.64

N:367982.13
E:592610.44

N:368002.56
E:592603.16

N:368021.23
E:592600.46

N:367977.69
E:592596.18

N:367972.97
E:592518.41

N:367999.74
E:592747.88

N:368016.40
E:592756.13

N:368015.15
E:592745.23

N:368016.41
E:592758.38

ISSUE DATE:
DATE REVISION COMMENTS

DRAWN BY: HKS #:

Know what's below.
Call before you dig.
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NOTES:

1. ALL UTILITIES LOCATIONS AND ROW ARE TO
BE FIELD VERIFIED BY THE CONTRACTOR
PRIOR TO STARTING CONSTRUCTION.

2. PER P.W. RULES AND REGULATIONS
ARTICLE VII, CHAPTER 20 OF THE REVISED
MUNICIPAL CODE: IF CONSTRUCTION IS
WITHIN 10 FEET OF THE PEDESTRIAN CURB
RAMP, THE RAMP AND SURROUNDING
SIDEWALK SHALL BE BROUGHT UP TO
CURRENT CCD STANDARDS.

3. IF ONE OR MORE OF THE FOLLOWING ITEMS
OCCUR, CONTRACTOR SHALL CONTACT
OFFICE OF THE CITY FORESTER TO REVIEW
CHANGES TO APPROVED PLANS:

A. UTILITY ROUTING CHANGES

B. TRENCHING IN PUBLIC RIGHT OF WAY
IS REQUIRED

C. UTILITY STRUCTURES (INCLUDING
STANDS & HANDHOLES) ARE
PROPOSED FOR PLACEMENT WITHIN
DRIPLINES OF EXISTING PUBLIC
RIGHT-OF-WAY TREES.

4. CONTRACTOR SHALL CONTACT ADJACENT
PROPERTY OWNER(S) WHEN EXISTING
TREES IN PUBLIC RIGHTS OF WAY OR
PRIVATE PROPERTY ARE TO BE IMPACTED
BY PROPOSED CONSTRUCTION.
 POTENTIALLY IMPACTING CONSTRUCTION
INCLUDES INSTALLATION OF BORE PITS &
HAND HOLES ADJACENT TO TREES.

5. XCEL ENERGY SHALL OBTAIN EASEMENT
AND/OR PROPERTY OWNER'S APPROVAL
PRIOR TO ANY UTILITY INSTALLATION
OUTSIDE OF RIGHT-OF-WAY.

6. CONTRACTOR TO PROTECT ALL GREEN
INFRASTRUCTURE, SANITARY SEWER AND
STORM DRAIN PIPES AND APPURTENANCES
DURING CONSTRUCTION.

7. ALL BORING SHALL MAINTAIN A MINIMUM
DEPTH OF 36" AND 48" IN PREFERRED
LANDSCAPE AREAS

8. NO CONSTRUCTION EQUIPMENT,
MATERIALS, OR VEHICLES PERMITTED ON
THE TREE LAWN AT ANY TIME.

9. STREET CUT PAVEMENT REPAIR MARKERS
WILL BE REQUIRED PER DOTI MEMORANDUM
DATED AUGUST 12, 2022.

10. PROTECT ALL CITY OF DENVER RANGE
POINTS, SECTION CORNERS AND
BENCHMARKS.

11. CROSSINGS OF SEWER LINE MUST BE IN
ACCORDANCE WITH THE CITY WASTEWATER
STANDARDS.

UTILITY PLAN

KEY MAP
NTS
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T 
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KEYED NOTES
ALL BORE PITS (BORE MACHINE SETUP LOCATIONS) AND
OPEN TRENCHES SHALL PROVIDE BMPS IN
ACCORDANCE WITH GOVERNING MUNICIPALITY
STANDARDS AND DETAILS (TYP)
DISTURBED AREAS SHALL BE RESTORED PER CCD STD
DWGS 12.0: ASPHALT PATCH, 12.1: TRENCH PATCH
THROUGH EXISTING GRAVEL OR LANDSCAPE
MATERIALS, 12.3: TRENCH (T) PATCH CONCRETE. FULL
PANEL CONCRETE IS REQUIRED PER CCD.

PROPOSED BORE - ELECTRIC PRIMARY

PROPOSED  ELECTRIC PRIMARY VIA OPEN TRENCH

PROPOSED ELECTRIC TRANSFORMER

PROPOSED ELECTRIC SWITCH CABINET

PROPOSED UTILITY POLE RISER

PROPOSED STREETLIGHT

PROPOSED ELECTRIC PEDESTAL

APPROXIMATE LOCATION SHOWN PER UTILITY
RECORDS AND/OR 811 MARKS

#

1

2

3
4
5
6
7
8
9
10

PRELIM
INARY

NOT FOR

CONSTRUCTION

S. HOLLY ST.

E. VASSAR AVE.

DWIGHT D

EISENHOWER HWY.

S. HUDSON ST.
E. YALE AVE.

E. AMHERST
AVE.

S. HOLLY PL.

S.
 H

OL
LY

 S
T.

E. YALE AVE.

S. HUDSON ST.
E. YALE AVE.

E. YALE AVE.

Huetig, Eric M.- DPR Plans Review Specialist II
Oval

Huetig, Eric M.- DPR Plans Review Specialist II
Oval

Huetig, Eric M.- DPR Plans Review Specialist II
Oval

Huetig, Eric M.- DPR Plans Review Specialist II
Oval

Huetig, Eric M.- DPR Plans Review Specialist II
Rectangle

Huetig, Eric M.- DPR Plans Review Specialist II
Callout
CRITICAL: Open trench within tree protection zone/dripline is not permitted. Either approach new streetlight from north/street or west (around existing parking lot boundary. 

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Callout
Acceptable utility routing to streetlight shown in green; either from north/street or west (around parking lot boundary)
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70' APPROX. ROW
 - ROW

BORE CONTINUES OUTSIDE
OF CCD ROW. SEE NOTE 5.

70
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PP
RO

X.
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W

 (V
AR
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60' APPROX. EOP - EOP

10' APPROX. BORE - ROW

3' APPROX. BORE - ROW
2' MIN. BORE - EOP

5' MIN. BORE - WALK
5' MIN. BORE - FH

17' APPROX. BORE - WATER

3' APPROX. BORE - EOP

5'MIN. BORE - WATER
BORE CONTINUES OUTSIDE
OF CCD ROW. SEE NOTE 5.

23' APPROX.
BORE - SAN

5' MIN. BORE - WATER

BORE CONTINUES OUTSIDE
OF CCD ROW. SEE NOTE 5.

N:368017.81
E:592861.03

N:368006.20
E:592871.73 N:368017.25

E:593055.43

N:368017.30
E:593051.88

N:368077.23
E:593048.27

N:368006.31
E:592894.94

N:368016.24
E:592946.96

N:368006.32
E:592901.70

N:368006.32
E:592905.93

N:368024.67
E:592865.48

BORE CONTINUES OUTSIDE
OF CCD ROW. SEE NOTE 5.

N:368006.50
E:593047.79

6' APPROX. BORE - BORE

27' APPROX.
BORE - WATER

BORE CONTINUES OUTSIDE
OF CCD ROW. SEE NOTE 5.

ISSUE DATE:
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DRAWN BY: HKS #:

Know what's below.
Call before you dig.
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PRELIM
INARY

NOT FOR

CONSTRUCTION

NOTES:

1. ALL UTILITIES LOCATIONS AND ROW ARE TO
BE FIELD VERIFIED BY THE CONTRACTOR
PRIOR TO STARTING CONSTRUCTION.

2. PER P.W. RULES AND REGULATIONS
ARTICLE VII, CHAPTER 20 OF THE REVISED
MUNICIPAL CODE: IF CONSTRUCTION IS
WITHIN 10 FEET OF THE PEDESTRIAN CURB
RAMP, THE RAMP AND SURROUNDING
SIDEWALK SHALL BE BROUGHT UP TO
CURRENT CCD STANDARDS.

3. IF ONE OR MORE OF THE FOLLOWING ITEMS
OCCUR, CONTRACTOR SHALL CONTACT
OFFICE OF THE CITY FORESTER TO REVIEW
CHANGES TO APPROVED PLANS:

A. UTILITY ROUTING CHANGES

B. TRENCHING IN PUBLIC RIGHT OF WAY
IS REQUIRED

C. UTILITY STRUCTURES (INCLUDING
STANDS & HANDHOLES) ARE
PROPOSED FOR PLACEMENT WITHIN
DRIPLINES OF EXISTING PUBLIC
RIGHT-OF-WAY TREES.

4. CONTRACTOR SHALL CONTACT ADJACENT
PROPERTY OWNER(S) WHEN EXISTING
TREES IN PUBLIC RIGHTS OF WAY OR
PRIVATE PROPERTY ARE TO BE IMPACTED
BY PROPOSED CONSTRUCTION.
 POTENTIALLY IMPACTING CONSTRUCTION
INCLUDES INSTALLATION OF BORE PITS &
HAND HOLES ADJACENT TO TREES.

5. XCEL ENERGY SHALL OBTAIN EASEMENT
AND/OR PROPERTY OWNER'S APPROVAL
PRIOR TO ANY UTILITY INSTALLATION
OUTSIDE OF RIGHT-OF-WAY.

6. CONTRACTOR TO PROTECT ALL GREEN
INFRASTRUCTURE, SANITARY SEWER AND
STORM DRAIN PIPES AND APPURTENANCES
DURING CONSTRUCTION.

7. ALL BORING SHALL MAINTAIN A MINIMUM
DEPTH OF 36" AND 48" IN PREFERRED
LANDSCAPE AREAS

8. NO CONSTRUCTION EQUIPMENT,
MATERIALS, OR VEHICLES PERMITTED ON
THE TREE LAWN AT ANY TIME.

9. STREET CUT PAVEMENT REPAIR MARKERS
WILL BE REQUIRED PER DOTI MEMORANDUM
DATED AUGUST 12, 2022.

10. PROTECT ALL CITY OF DENVER RANGE
POINTS, SECTION CORNERS AND
BENCHMARKS.

11. CROSSINGS OF SEWER LINE MUST BE IN
ACCORDANCE WITH THE CITY WASTEWATER
STANDARDS.

KEYED NOTES
ALL BORE PITS (BORE MACHINE SETUP LOCATIONS) AND
OPEN TRENCHES SHALL PROVIDE BMPS IN
ACCORDANCE WITH GOVERNING MUNICIPALITY
STANDARDS AND DETAILS (TYP)
DISTURBED AREAS SHALL BE RESTORED PER CCD STD
DWGS 12.0: ASPHALT PATCH, 12.1: TRENCH PATCH
THROUGH EXISTING GRAVEL OR LANDSCAPE
MATERIALS, 12.3: TRENCH (T) PATCH CONCRETE. FULL
PANEL CONCRETE IS REQUIRED PER CCD.

PROPOSED BORE - ELECTRIC PRIMARY

PROPOSED  ELECTRIC PRIMARY VIA OPEN TRENCH

PROPOSED ELECTRIC TRANSFORMER

PROPOSED ELECTRIC SWITCH CABINET

PROPOSED UTILITY POLE RISER

PROPOSED STREETLIGHT

PROPOSED ELECTRIC PEDESTAL

APPROXIMATE LOCATION SHOWN PER UTILITY
RECORDS AND/OR 811 MARKS

#

1

2

3
4
5
6
7
8
9
10

S. HOLLY ST.
E. VASSAR AVE.

DWIGHT D

EISENHOWER HWY.

S. HUDSON ST.

E. YALE AVE.

E. AMHERST
AVE.

S. HOLLY PL.

S.
 H

OL
LY

 S
T.

S. HOLLY PL.

S. IVY ST.

S.
 JE

RS
EY

 S
T.

E. YALE AVE.

Huetig, Eric M.- DPR Plans Review Specialist II
Line

Huetig, Eric M.- DPR Plans Review Specialist II
Callout
Route both electric lines under street (in green).  As currently configured, bore route in amenity zone will prevent future street tree planting when walk is detached.

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Line

Huetig, Eric M.- DPR Plans Review Specialist II
Arrow
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5' MIN. BORE - WALK
5' MIN. BORE - FH 11' APPROX. BORE - WALK

16' APPROX. BORE - ROW

3' APPROX. BORE - WALK

13' APPROX. BORE - WATER
22' APPROX. BORE- ROW

2' APPROX. BORE -EOP

16' APPROX. BORE - ROW

23' APPROX. BORE - ROW

6' APPROX. SC - ROW

BORE CONTINUES OUTSIDE
OF CCD ROW. SEE NOTE 5.

TIE INTO EXISTING POLE

10' APPROX. BORE - WATER

1' APPROX. BORE - ROW

3' APPROX. SC - WALK

9' APPROX. BORE - WATER

4' APPROX. POLE - WALK

15' APPROX. SL - ROW
0' APPROX. BORE - EOP

10' APPROX. POLE - ROW

83
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TIE INTO EXISTING POLE

5' MIN. BORE - WATER

2' APPROX. BORE - WALK

1' MIN. SL - WALK

60' APPROX. EOP - EOP
1' APPROX. BORE - ROW

N:368017.84
E:593313.19

N:368003.62
E:593311.27

N:367996.64
E:593214.39 N:368004.13

E:593321.20

N:368017.82
E:593309.52

N:368077.47
E:593445.41N:368069.13

E:593311.02

N:367816.79
E:593213.08

N:368009.16
E:593451.57

N:368006.03
E:593238.11

ISSUE DATE:
DATE REVISION COMMENTS

DRAWN BY: HKS #:

Know what's below.
Call before you dig.

® SHEET NUMBER

p:\
20

24
\24

11
10

\ca
d\d

en
ve

r c
ad

\ya
le 

& 
ho

lly
 - 

pla
ns

et 
(d

en
ve

r).
dw

g  
TU

E 
05

/19
/26

 5:
02

:41
P 

BY
: F

RA
NC

IS
 IB

EK
W

E

WO #:
241110
112914398ELECTRIC INSTALLATION

YALE & HOLLY
DENVER, CO.
UTILITY PLAN 7 OF 8

2026-05-19 CFI

  
  
  
  
  

NO
 C

HA
NG

ES
 A

RE
 T

O 
BE

 M
AD

E 
TO

 T
HI

S 
DR

AW
IN

G 
W

IT
HO

UT
 W

RI
TT

EN
 P

ER
MI

SS
IO

N 
OF

 H
KS

 C
IV

IL.

0

SCALE: 1" =

40 40 80

40'

UTILITY PLAN

KEY MAP
NTS

SE
E 

SH
EE

T 
- 8

SE
E 

SH
EE

T 
- 6

PRELIM
INARY

NOT FOR

CONSTRUCTION

NOTES:

1. ALL UTILITIES LOCATIONS AND ROW ARE TO
BE FIELD VERIFIED BY THE CONTRACTOR
PRIOR TO STARTING CONSTRUCTION.

2. PER P.W. RULES AND REGULATIONS
ARTICLE VII, CHAPTER 20 OF THE REVISED
MUNICIPAL CODE: IF CONSTRUCTION IS
WITHIN 10 FEET OF THE PEDESTRIAN CURB
RAMP, THE RAMP AND SURROUNDING
SIDEWALK SHALL BE BROUGHT UP TO
CURRENT CCD STANDARDS.

3. IF ONE OR MORE OF THE FOLLOWING ITEMS
OCCUR, CONTRACTOR SHALL CONTACT
OFFICE OF THE CITY FORESTER TO REVIEW
CHANGES TO APPROVED PLANS:

A. UTILITY ROUTING CHANGES

B. TRENCHING IN PUBLIC RIGHT OF WAY
IS REQUIRED

C. UTILITY STRUCTURES (INCLUDING
STANDS & HANDHOLES) ARE
PROPOSED FOR PLACEMENT WITHIN
DRIPLINES OF EXISTING PUBLIC
RIGHT-OF-WAY TREES.

4. CONTRACTOR SHALL CONTACT ADJACENT
PROPERTY OWNER(S) WHEN EXISTING
TREES IN PUBLIC RIGHTS OF WAY OR
PRIVATE PROPERTY ARE TO BE IMPACTED
BY PROPOSED CONSTRUCTION.
 POTENTIALLY IMPACTING CONSTRUCTION
INCLUDES INSTALLATION OF BORE PITS &
HAND HOLES ADJACENT TO TREES.

5. XCEL ENERGY SHALL OBTAIN EASEMENT
AND/OR PROPERTY OWNER'S APPROVAL
PRIOR TO ANY UTILITY INSTALLATION
OUTSIDE OF RIGHT-OF-WAY.

6. CONTRACTOR TO PROTECT ALL GREEN
INFRASTRUCTURE, SANITARY SEWER AND
STORM DRAIN PIPES AND APPURTENANCES
DURING CONSTRUCTION.

7. ALL BORING SHALL MAINTAIN A MINIMUM
DEPTH OF 36" AND 48" IN PREFERRED
LANDSCAPE AREAS

8. NO CONSTRUCTION EQUIPMENT,
MATERIALS, OR VEHICLES PERMITTED ON
THE TREE LAWN AT ANY TIME.

9. STREET CUT PAVEMENT REPAIR MARKERS
WILL BE REQUIRED PER DOTI MEMORANDUM
DATED AUGUST 12, 2022.

10. PROTECT ALL CITY OF DENVER RANGE
POINTS, SECTION CORNERS AND
BENCHMARKS.

11. CROSSINGS OF SEWER LINE MUST BE IN
ACCORDANCE WITH THE CITY WASTEWATER
STANDARDS.

KEYED NOTES
ALL BORE PITS (BORE MACHINE SETUP LOCATIONS) AND
OPEN TRENCHES SHALL PROVIDE BMPS IN
ACCORDANCE WITH GOVERNING MUNICIPALITY
STANDARDS AND DETAILS (TYP)
DISTURBED AREAS SHALL BE RESTORED PER CCD STD
DWGS 12.0: ASPHALT PATCH, 12.1: TRENCH PATCH
THROUGH EXISTING GRAVEL OR LANDSCAPE
MATERIALS, 12.3: TRENCH (T) PATCH CONCRETE. FULL
PANEL CONCRETE IS REQUIRED PER CCD.

PROPOSED BORE - ELECTRIC PRIMARY

PROPOSED  ELECTRIC PRIMARY VIA OPEN TRENCH

PROPOSED ELECTRIC TRANSFORMER

PROPOSED ELECTRIC SWITCH CABINET

PROPOSED UTILITY POLE RISER

PROPOSED STREETLIGHT

PROPOSED ELECTRIC PEDESTAL

APPROXIMATE LOCATION SHOWN PER UTILITY
RECORDS AND/OR 811 MARKS

#

1

2

3
4
5
6
7
8
9
10

S. HOLLY ST.

E. VASSAR AVE.

DWIGHT D

EISENHOWER HWY.
S. HUDSON ST.

E. YALE AVE.

E. AMHERST
AVE.

S. HOLLY PL.

S.
 H

OL
LY

 S
T.

S. HOLLY PL.

S. IVY ST.

S.
 JE

RS
EY

 S
T.

S.
 JA

SM
IN

E 
ST

.

E. BATES AVE.

E. YALE AVE.

S.
 H

OL
LY

 S
T.

E. VASSAR AVE.

Huetig, Eric M.- DPR Plans Review Specialist II
Callout
Route both electric lines under street (in green).  As currently configured, bore route in amenity zone will prevent future street tree planting when walk is detached.

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Arrow




