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Comcast - Mastec - 4698 Peoria St

Page 1 of 4

Master ID: 2026-PROJMSTR-0000001 Review End Date:  06/25/2026
Review ID: 2026-UTIL-0000119
Location: 4698 PEORIA ST DENVER CO

Any denials listed below must be rectified in writing to this office before project approval is granted.

Reviewing Agency:

City Forester Review Review Status:  Denied

Reviewers Name:

Reviewers Email:

Nick Evers

Nick.Evers@denvergov.org

Status Date: 06/25/2026
Status: Denied
Comments: Denied:
1) Sheet 10 - show TPZ fencing as perimeter around ROW tree canopy adjacent to HH install. Add note to reference
OCF Tree Protection Standard Notes.
Reviewing Agency: Parks and Recreation Review Review Status: ~ Approved w/Conditions
Reviewers Name: Greg Neitzke

Reviewers Email:

Status Date:
Status:
Comments:

greg.neitzke@denvergov.org

06/27/2026

Approved w/Conditions

PWPRS Project Number: 2026-UTIL-0000119 - Comcast - Mastec - 4698 Peoria St
Reviewing Agency/Company: Parks Planning Design and Construction

Reviewers Name: Greg Neitzke

Reviewers Phone: 3039162689

Reviewers Email: greg.neitzke@denvergov.org

Approval Status: Approved with conditions

Comments:

Contact Park's Inspection Group at parks.locators@denvergov.org to schedule a pre-con meeting and discuss
potential impacts to Parks maintained area on the east side of Peoria St.

Reviewing Agency:

ERA Transportation Review Review Status: Denied

Reviewers Name:

Reviewers Email:

Status Date:
Status:
Comments:

2026-UTIL-0000119

Vanesa Cuellar Leyva

Vanesa.Cuellarleyva@denvergov.org

06/25/2026
Denied

1. Sheet 8: ROW line is not being shown accurately on plans. ROW line is closer to west edge of sidewalk. Consider

moving running line to roadway to move out of private property. Add callout pointing to where work exists public
ROW.

2. Dimension running line to SS main anywhere there are changes in alignment.
3. Dimension proposed peds to BOC and edge of sidewalk.
4. Ensure all signal clear zones are being shown on plans.
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Master ID: 2026-PROJMSTR-0000001 Review End Date:  06/25/2026
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Location: 4698 PEORIA ST DENVER CO

Any denials listed below must be rectified in writing to this office before project approval is granted.

5. Sheet 10 and 11: Dimension running line to SD and SS mains and manholes. Must comply with 5' minimum distance
requirements.

6. Add callouts pointing to where work exists public ROW. Note that work is not reviewed nor permitted under this
UPR.

7. Please protect all green infrastructure, sanitary sewer, storm drain pipes and appurtenances during construction.

8. Field verify all ROW prior to construction.

9. Protect all City of Denver Range Points, Section Corners and Benchmarks.

10. Crossings of sewer lines must be in accordance with the City Wastewater Standards.

Reviewing Agency: ERA Utility Review Review Status:  Approved - No Respon:
Reviewers Name: Emily Rush

Reviewers Email: Emily.Rush@denvergov.org

Status Date: 06/30/2026

Status: Approved - No Response

Comments:

Reviewing Agency: PW Construction Engineering R« Review Status: ~ Approved
Reviewers Name: Michael Holm

Reviewers Email: Michael. Holm@denvergov.org

Status Date: 06/25/2026

Status: Approved

Comments: It is the responsibility of the requestor to contact the Construction Engineering Transportation team at least 10

business days before the start of work to obtain a Revocable Street Occupancy Permit, a Street Cut Permit or a
Right-of-Way Construction Permit. Additional time beyond the 10 days may be needed for closures on arterial or
collectors streets.

A detailed Traffic Control Plan shall be provided for review at the time of permit application.

All flow-fill or normal CLSM (Controlled Low-Strength Material) shall be air-entrained to between 6 percent and 25
percent when used in the upper 3 feet of trenches. All flash-fill material (using only fly ash without aggregate) used
for rapid set time shall be air-entrained to between 15 percent and 21 percent when used in the upper 3 feet of
trenches.

Full-panel replacement is required on all concrete roadways, sidewalks, curbs and alleys.
Any surface feature proposed that impacts a pedestrian ADA ramp, or the sidewalk within 10 feet of a ramp, enough
to require concrete panel replacement shall require upgrade of the affected ramp to current Denver and ADA

standards.

Final restoration of the street pavement shall occur within 14 calendar days of the initial cut on residential streets and
alleys, or within 48 hours on collector or arterial streets.

Applicant shall coordinate the closure of driveways in the project area with the adjacent properties. Access must be
2026-UTIL-0000119



Comment Report

Comcast - Mastec - 4698 Peoria St

06/30/2026 Page 3 of 4
Master ID: 2026-PROJMSTR-0000001 Review End Date:  06/25/2026
Review ID: 2026-UTIL-0000119
Location: 4698 PEORIA ST DENVER CO
Any denials listed below must be rectified in writing to this office before project approval is granted.
provided to all buildings during construction.
Use current CCD Transportation Standard Drawings, available at
https://www.denvergov.org/files/assets/public/v/1/doti/documents/standards/doti.es.2026.001.06-transportation_sta
ndard_drawings.pdf
Reviewing Agency: PW Traffic Operations Review

Review Status:  Approved w/Conditions

Reviewers Name:
Reviewers Email:
Status Date:

Status:
Comments:

Victor Barela
victor.barela@denvergov.org

06/27/2026

Approved w/Conditions

PWPRS Project Number: 2026-UTIL-0000119 - Comcast - Mastec - 4698 Peoria St
Reviewing Agency/Company: City and County of Denver

Reviewers Name: Victor L. Barela

Reviewers Phone: 7204906276

Reviewers Email: victor.barela@denvergov.org

Approval Status: Approved with conditions

Comments:

Please be advised the City and County of Denver has traffic signal conduit on the east side of the intersection. The
traffic signal conduit run is crossing the east leg (NEC to SEC).

Reviewing Agency:

Denver Water Referral

Review Status:  Approved

Reviewers Name:
Reviewers Email:
Status Date:

Status:
Comments:

Kela Naso
kela.naso@denverwater.org

06/27/2026

Approved

PWPRS Project Number: 2026-UTIL-0000119 - Comcast - Mastec - 4698 Peoria St
Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 303-628-6302

Reviewers Email: kela.naso@denverwater.org

Approval Status: Approved

Comments:

Reviewing Agency:

Traffic Signal Review

Review Status:  Approved - No Respon:

Reviewers Name:

Reviewers Email:

Status Date:
Status:

2026-UTIL-0000119

Joshua Jones

Joshua.Jones2@denvergov.org

06/30/2026
Approved - No Response
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Comments:

2026-UTIL-0000119



