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Master ID: 2026-PROJMSTR-0000005
Review ID: 2026-UTIL-0000144
Location: 1055 Clermont St.

Review End Date:  07/24/2026

Any denials listed below must be rectified in writing to this office before project approval is granted.

Reviewing Agency: City Forester Review Review Status:  Denied |

REDLINES uploaded to Ereview page

Reviewers Name: Eric Huetig

Reviewers Email: Eric.Huetig@denvergov.org

Status Date: 07/22/2026
Status: Denied
Comments:

Address OCF comments on attached redlined plans (uploaded via ERA site). If redlined plans were not received,
email Eric.Huetig@denvergov.org to request a set of redlines.

1. Per 1055 Clermont IMP, 7'W ROW tree planting area exist on east & west sides of Belaire (shaded in green - see
redlines).

A. East tree planting area: 5.5' west of ROW line, west edge sits at BOC

B. West tree planting area: 5.5' east of ROW line, east edge sits at BOC

2. CRITICAL: Boring routes must be outside ROW tree planting area; route under walk & place vault as far north
as possible. See redlines for locations where boring route needs to be adjusted.

Reviewing Agency: Parks and Recreation Review Review Status:  Approved

Reviewers Name:

Greg Neitzke
Reviewers Email: Greg.Neitzke@denvergov.org
Status Date: 07/27/2026
Status: Approved

Comments: PWPRS Project Number: 2026-UTIL-0000144 - Xcel - HKS Utility Services - 1055 Clermont St

Reviewing Agency/Company: Parks Planning Design and Construction
Reviewers Name: Greg Neitzke

Reviewers Phone: 3039162689

Reviewers Email: greg.neitzke@denvergov.org

Approval Status: Approved

Comments:

Reviewing Agency: ERA Transportation Review Review Status:  Denied

Reviewers Name: Viktoriya Luckner

Reviewers Email:

Status Date:
Status:
Comments:

2026-UTIL-0000144

Viktoriya.Luckner@denvergov.org

07/23/2026
Denied

1. Reference specific record/project number for project showing future conditions of area to verify future
conditions.

2. Please provide more details for future Bellaire St — ROW and FL-FL dimensions; sidewalk, pedestrian ramps
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alignment, etc. Verify, alignment and cross sections are consistent with approved variance

3. Show and dimension all existing and future Signal Equipment Clear Zones along the alignment, refer to CCD
Transportation Standards and Details standard drawing 7.9

4. E 9th Ave and N Bellaire St are Moratorium Streets within project boundaries. Asphalt patches shall conform to
City and County of Denver Transportation Standards and Details standard drawing no. 12.2?Trench Vertical patch
(Asphalt) in Moratorium Street.??Data for moratorium streets is available from the GIS Open Data Catalog:?
https://www.denvergov.org/opendata/dataset/city-and-county-of-denver-moratorium-streets?

5. Page5 - Proposed work on east side of future N. Bellaire St. is on private property. The City and County of
Denver does not review/approve nor inspect work outside the public ROW. Contractor shall obtain property owner's
permission prior to construction. Remove or relocate work.

6. Page 5 — verify Bellaire Bore-BOC and Bore-ROW dimensions. Per approved variance Bellaire St should have
13.5? ROW-BOC on both sides (12-13 shown)

7. Page 5- SWC - For vault, MH access not allowed in curb & gutter, and not in tire path. Remove or relocate work.
8. Page 5 — SWC — clear zone encroachment will be discussed based on the adjusted vault location

9. Page 6 - Running line and proposed vault cannot be within future amenity zone. Move work under sidewalk or
roadway.

10. Page 6 — east side — per approved variance, at 50° ROW, 3’ Bore - Future walk dimension places bore into the tree
lawn

11. The scope and extent of changes to your project, including shifting the alignment by more than 5 feet, require a
new submittal. These modifications significantly alter the original design, so the project must be reviewed again in its
entirety to allow all reviewers to evaluate the alterations. Please resubmit your plans with the ER team as a new
submittal.

12. Please protect all green infrastructure, sanitary sewer, storm drain pipes and appurtenances during construction.
13. Field verify all ROW prior to construction.

14. Protect all City of Denver Range Points, Section Corners and Benchmarks.

15. Crossings of sewer lines must be in accordance with the City Wastewater Standards.

Reviewing Agency:

ERA Utility Review Review Status:Approved - No Response

Reviewers Name:

Reviewers Email:

Status Date:

Karmen Brown

Karmen.Brown@denvergov.org

07/27/2026

Status: Approved - No Response
Comments:
Reviewing Agency: PW Construction Engineering R« Review Status:  Approved

Reviewers Name:

Reviewers Email:

Status Date:
Status:
Comments:

2026-UTIL-0000144

Kim Blair

Kim.Blair@denvergov.org

07/27/2026

Approved

1. PRIOR TO SOLICITING BIDS OR PORPOSALS: The developer is strongly encouraged to schedule a meeting with
the Right-of-Way Services Construction Inspections team 303-446-3469. This ROW Impact meeting will be used to
discuss project impacts to city traffic, streets, roads, alleys, sidewalks and landscaping as well as ROW permit fees
which will be paid by the selected general contractor.
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Master ID: 2026-PROJMSTR-0000005 Review End Date:  07/24/2026
Review ID: 2026-UTIL-0000144
Location: 1055 Clermont St.
Any denials listed below must be rectified in writing to this office before project approval is granted.
2. Hand holes, vaults, valves and cabinets should not be placed in the direct pedestrian path. A 5ft min unobstructed
pedestrian path must be present after construction.
Reviewing Agency: PW Traffic Operations Review Review Status:Approved - No Response
Status Date: 07/27/2026
Status: Approved - No Response
Comments:
| Reviewing Agency: Denver Water Referral Review Status:  Approved - No Response

Status Date:

07/27/2026

Status: Approved - No Response
Comments:
| Reviewing Agency: Traffic Signal Review Review Status:  Approved - No Response |
Status Date: 07/27/2026

Status: Approved - No Response
Comments:
Reviewing Agency: Additional Reviewer 1 Review Status:  Approved
Reviewers Name: . .
Michelle White

Reviewers Email:

Status Date:

Comments:

Status:

2026-UTIL-0000144

Michelle. M .White@state.co.us

07/27/2026

Approved

PWPRS Project Number: 2026-UTIL-0000144 - Xcel - HKS Utility Services - 1055 Clermont St
Reviewing Agency/Company: CDOT

Reviewers Name: Michelle White - CDOT

Reviewers Phone: 303-512-4218

Reviewers Email: michelle.m.white@state.co.us

Approval Status: Approved

Comments:
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Master ID: 2026-PROJMSTR-0000005 Review End Date:  07/24/2026
Review ID: 2026-UTIL-0000144
Location: 1055 Clermont St.

Any denials listed below must be rectified in writing to this office before project approval is granted.

This is not on CDOT's system. We have no other comments.

2026-UTIL-0000144



