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Master ID:

Review ID:

Location:

Review End Date:2026-PROJMSTR-0000003

2026-UTIL-0000157

This work will occur in W Jewell Ave 

between S Stuart St and S Patton Ct, in S 

Quitman St between W Evans Ave and W 

Colorado Ave, in S Perry Way & S Patton 

Ct between W Jewell Ave and W Colorado 

Ave.

07/31/2026

Any denials listed below must be rectified in writing to this office before project approval is granted.

City Forester Review Approved w/ConditionsReviewing Agency: Review Status:

Eric Huetig

Eric.Huetig@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

07/29/2026Status Date:

1. Plan is approved.  If one or more of the following items occur, contractor shall contact Office of the City Forester 

to review changes to approved plans: 

A. Utility routing changes (Locate water lines entirely under streets).

B. Additional utility structures are proposed for placement within driplines of existing public right of way trees.

2. When adjacent to tree protection zones, excavate for hydrants via hydrovacuum.

3. Store all excavated soil on opposite side of trench from trees (i.e. on street).

4. Contractor shall contact adjacent property owner(s) when existing trees in public rights of way or private 

property are to be impacted by proposed construction.  Potentially impacting construction includes installation of 

bore pits & hand holes adjacent to trees.

NOTE: Please include adjacent property address(es) where proposed hydrants/structures and tree protection zones 

are located.  Verifying locations of site elements from drive & front yard shapes is very difficult; including adjacent 

address will provide clear location within ROW (also helping OCF identify existing ROW trees that require 

protection).

Status: Approved w/Conditions

Parks and Recreation Review ApprovedReviewing Agency: Review Status:

Comments:

08/04/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000157 - Denver Water - W Jewell Ave between S Stuart St and S Patton Ct

Reviewing Agency/Company: Parks Planning Design and Construction 

Reviewers Name: Greg Neitzke

Reviewers Phone: 3039162689

Reviewers Email: greg.neitzke@

Approval Status: Approved

Status: Approved

2026-UTIL-0000157

Reviewers Name:            Greg Neitzke

Reviewers Email:               Greg.Neitzke@denvergov.org 

REDLINES uploaded to Ereview page
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Location:
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between S Stuart St and S Patton Ct, in S 
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07/31/2026

Any denials listed below must be rectified in writing to this office before project approval is granted.

Comments:

ERA Transportation Review DeniedReviewing Agency: Review Status:

Viktoriya Luckner

Viktoriya.Luckner@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/03/2026Status Date:

1. Cover sheet referenced 2025-EC-0000185-006 for CSDP. We do not have this record in our files; please submit for 

the CASDP under your umbrella permit. If you have any questions, please reach out to 

DOTI.ER.ErosionControl@denvergov.org

2. Sheet 3 and 4, 7 - Please dimension clear distance from running line to sanitary and storm manholes 

3. Sheet 3 and 4, 7, 8, 9 – water line should be 10’ min for ex. sanitary and storm lines

4. Sheet 3, 4, 6, 7, 8 – Dimension fire hydrants to BOC (or FL) and ROW. BOC distance must comply with 5.5’ min 

distance requirement for future 5’ sidewalk expansion.

5. Sheet 6 – add dimension water line to FL south of Jewell Ave. It should be 5’ min

6. Sheet 9 – sidewalk replacement should comply with current ADA and CCD standards; min sidewalk width 

should be 5’

7. Sheet 10 – add dimension from new water line to Raleigh FL

8. Please protect all green infrastructure, sanitary sewer, storm drain pipes and appurtenances during construction.

9. Field verify all ROW prior to construction.

10. Protect all City of Denver Range Points, Section Corners and Benchmarks.

11. Crossings of sewer lines must be in accordance with the City Wastewater Standards.

Status: Denied

ERA Utility Review Approved - No Response Reviewing Agency: Review Status:

Karmen Brown

Karmen.Brown@denvergov.org

Reviewers Name:

Reviewers Email:

Comments:

08/04/2026Status Date:

Status: Approved - No Response

PW Construction Engineering Review ApprovedReviewing Agency: Review Status:

Michael Holm

Michael.Holm@denvergov.org

Reviewers Name:

Reviewers Email:

07/21/2026Status Date:

2026-UTIL-0000157
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between S Stuart St and S Patton Ct, in S 

Quitman St between W Evans Ave and W 
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07/31/2026

Any denials listed below must be rectified in writing to this office before project approval is granted.

Comments: It is the responsibility of the requestor to contact the Construction Engineering Transportation team at least 10 

business days before the start of work to obtain a Revocable Street Occupancy Permit, a Street Cut Permit or a 

Right-of-Way Construction Permit.  Additional time beyond the 10 days may be needed for closures on arterial or 

collectors streets.

A detailed Traffic Control Plan shall be provided for review at the time of permit application.

Full-panel replacement is required on all concrete roadways, sidewalks, curbs and alleys.

Any surface feature proposed that impacts a pedestrian ADA ramp, or the sidewalk within 10 feet of a ramp, enough 

to require concrete panel replacement shall require upgrade of the affected ramp to current Denver and ADA 

standards.

Final restoration of the street pavement shall occur within 14 calendar days of the initial cut on residential streets and 

alleys, or within 48 hours on collector or arterial streets.

Applicant shall coordinate the closure of driveways in the project area with the adjacent properties.  Access must be 

provided to all buildings during construction.

Use current CCD Transportation Standard Drawings, available at 

https://www.denvergov.org/files/assets/public/v/1/doti/documents/standards/doti.es.2026.001.06-transportation_sta

ndard_drawings.pdf

Status: Approved

PW Traffic Operations Review ApprovedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

08/04/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000157 - Denver Water - W Jewell Ave between S Stuart St and S Patton Ct

Reviewing Agency/Company: City and County of Denver

Reviewers Name: Victor L. Barela

Reviewers Phone: 7204906276

Reviewers Email: victor.barela@denvergov.org

Approval Status: Approved

Comments:

Status: Approved

2026-UTIL-0000157

Victor.Barela@denvergov.org

Victor Barela
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Any denials listed below must be rectified in writing to this office before project approval is granted.

Denver Water Referral ApprovedReviewing Agency: Review Status:

Reviewers Name:

Reviewers Email:

Comments:

08/04/2026Status Date:

PWPRS Project Number: 2026-UTIL-0000157 - Denver Water - W Jewell Ave between S Stuart St and S Patton Ct

Reviewing Agency/Company: Denver Water

Reviewers Name: Kela Naso

Reviewers Phone: 303-628-6302

Reviewers Email: kela.naso@denverwater.org

Approval Status: Approved

Comments:

Status: Approved

Traffic Signal Review Approved - No Response Reviewing Agency: Review Status:

Comments:

08/04/2026Status Date:

Status: Approved - No Response

2026-UTIL-0000157

Kela Naso
Kela.Naso@denverwater.org


