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INSTALL SILT FENCE 2’
OTHER SITE WORK (TYP)

STA: 0+00.00

8" X 8" TEE

N: 74428.93

E: 129560.76

OUT OF TEE (W)

3’ OF 8" PVC

8" MJ X 6" MJ REDUCER
N: 74429.16

E: 129557.77

TO EXISTING

SEE CITY PIPE FIELD
BK 189 PG 8

FOR EXISTING

OUT OF TEE (S)
41’ OF 8" PVC

OUT OF TEE (E)

3' OF 8" PVC

8" MJ X 6" MJ REDUCER
N: 74428.69

E: 129563.75

13' OF 6" PVC

6" DUAL PURPOSE SLEEVE
N: 74427.69

E: 129576.62

TO EXISTING

SEE CITY PIPE FIELD

BK 181 PG 71

FOR EXISTING

FROM EOA PRIOR TO ANY
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STA: 0+40.90

8" GATE VALVE-PVC

N: 74388.15

E: 129557.57

OUT OF VALVE (S)

9 OF 8" PVC

STA: 0+50.00

8" 22.5° BEND-PVC (SE)
N: 74379.08

E: 128556.86

18' OF 8" PVC

STA: 0+68.23

8" 22.5° BEND-PVC (SW)
N: 74361.74
E: 129562.51
5' OF 8" PVC

STA: 0+73.23

BEGIN CURVE BY

PIPE DEFLECTION

N: 74356.76

E: 129562.12
1=93.555', R=224.133"

STA: 1+66.79
END CURVE BY
PIPE DEFLECTION
N: 7427417
E: 129519.63

206’ OF 8" PVC
(BEND TO SWIVEL TEE)

£T

STA: 2+74.13

8” X 6” SWIVEL TEE
N: 74185.80

E: 129458.69

6" GATE VALVE

N: 74186.65

E: 129457.45

N: 74202.47
E: 129434.35

200" MAP NO SW D6

PLAN

206’ OF 8" PVC
(SWIVEL TEE TO BEND)

SAW CUT AT NEAREST JOINTS & REMOVE FULL
PANEL OF CURB, GUTTER & SIDEWALK FOR
CONSTRUCTION. CONSTRUCT CURB, GUTTER &
SIDEWALK TO MATCH EXISTING & RESTORE

LANDSCAPING SEE CCD DRAWINGS 4.0, 4.1 & 12.1

STA: 4+28.18
BEGIN CURVE BY
PIPE DEFLECTION
N: 74058.69

SCALE: 1" = 20

CITY & COUNTY OF DENVER ROAD RESTORATION NOTE:|
ALL DISTURBED AREAS ARE TO BE RESTORED IN ACCORDANCE
WITH CCD TS&D DWGS. 4.0/4.1: CURB & GUTTER AND
DETACHED/ATTACHED ~SIDEWALK, 11.0A,B,&C: GENERAL NOTES
FOR CONCRETE PAVEMENT AND PAVEMENT JOINTS, 12.0:
ASPAHLT PATCH, 12.1: TRENCH PATCH THROUGH EXISTING
GRAVEL OR LANDSCAPE MATERIALS, 12.2: TRENCH VERTICAL
PATCH (ASPHALT) IN MORATORIUM STREETS. ANY VARIANCES
IDENTIFIED IN THE FIELD WILL ADHERE THE CURRENT APPLICABLE
CCD TS&D DWGS.
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a DENVER WATER

1600 West 12th Ave
Denver, Colorado 802043412
T: 303.628.6000
F: 303.628.6851
denverwater.org

CONSULTANT

HARVEY PARK
PROJECT 1

(REPLACEMENT)
W JEWELL AVE / S
QUITMAN ST
S PERRY WAY / S
PATTON CT
INSTALL APPROX 5,542'
OF 6", 8" & 12" PVC
SERVICE ADDRESS:

REFERENCE:

ENGINEERING STANDARDS

17th EDITION AND THE CAPITAL
PROJECTS CONSTRUCTION
STANDARDS 5th EDITION

THIS DRAWING IS BASED ON THE
DW_METRO_GRID COORDINATE SYSTEM

4/30/26|ISSUED FOR PE REVIEW
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4/27/26|ISSUED FOR REDLINE REVIEW

No Date Description

REVISIONS

VERIFY SCALES

BAR IS ONE INCH ON
ORIGINAL DRAWING

0 I "

IF NOT ONE INCH ON
THIS SHEET, ADJUST
SCALES ACCORDINGLY

PT NO: 23046

DRAWN BY: FRR

CHKD BY: DMR

CHKD BY:

APPD BY:
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S PASEO WAY|
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C: \bms\denverwater—pw\d0473601\23046_DIST.dwg #### WATER PLAN 6 7/8/2026 9:26 AM

W JEWELL AVE

L=185.025", R=605.940"

151" OF 8" PVC

STA: 7+63.79

8" GATE VALVE-PVC
N: 73745.90

E: 129268.84

OUT OF VALVE (S)
3 OF 8" PVC

STA: 7+66.79
8" X 6" SWIVEL TEE
N: 73742.90

E: 129268.75
6" GATE VALVE k
N: 73742.90 ]

E: 129270.25
20" OF 6" DI
FIRE HYDRANT
N: 73742.90
E: 129290.25

OUT OF VALVE (S)
16’ OF 8" PVC

STA: 7+83.20

8" GATE VALVE-PVC
N: 73726.49

E: 129268.75

29' OF 8" PVC

S QUITMAN ST
$

254’ OF 12" PVC
(CROSS TO VALVE)

~
~

339’ OF 8” PVC
(SLEEVE TO SWIVEL TEE)

STA: 6+13.20

PQINT OF COMPOUND CURVE
8" SLEEVE

N: 73895.04

E: 129286.89

END: L=185.025", R=605.940"
BEGIN: L=111.050", R=607.977"

/\/

INSTALL TREE PROTECTION
FENCE PRIOR TO ANY
OTHER SITE WORK (TYP)

STA: 7+24.25
END CURVE BY
PIPE DEFLECTION
N: 73785.42
E: 129270.08

SAW CUT AT NEAREST JOINTS & REMOVE
FULL PANEL OF CURB, GUTTER & SIDEWALK
FOR CONSTRUCTION. CONSTRUCT CCD TYPE
4 CORNER CURB RAMP, WITH CURB &
GUTTER TO MATCH EXISTING TYPE & A 5’
SIDEWALK TO FIRST JOINT AFTER HYDRANT
& RESTORE LANDSCAPING SEE CCD
DRAWINGS 4.0, 4.1, 7.4. & 12.1

TYPICAL SIGNAL EQUIPMENT CLEAR ZONE
(SCZ) 22.5' FROM L SEE CCD DRAWING 7.9

STA: 8+48.76

12° GATE VALVE—PVC
N: 73697.89

E: 129297.34

OUT OF VALVE (W)

259' OF 12" PVC
(VALVE TO CROSS)

29 OF 12" PVC

MATCH LINE — STA 10+25.00 — SHEET 10

TMATCH LINE — STA 9+25.00

MATCH LINE — STA 74+25.00 — SHEET 6
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UNABLE TO OPEN
STA: 8+77.35 (W JEWELL AVE) ! |
| STA: 8+11.80 (S QUITMAN ST) |
12" X 8" CROSS A
N: 73697.89 q [\
E: 129268.75 g S
OUT OF CROSS (S) H oz | © = g
35’ OF 8" PVC o ] B = E|5 o
STA: 8+46.37 3| oA L 93
8" GATE VALVE-PVC T / \ ,
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A 9422.00

a DENVER WATER

1600 West 12th Ave
Denver, Colorado 802043412
T: 303.628.6000
F: 303.628.6851
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INSTALL TREE PROTECTION /] T (REPLACEMENT)
FENCE PRIOR TO ANY
OTHER SITE WORK (TYP) _\ / § - W JEWELL AVE /' S
N L
N, g ALL DISTURBED AREAS ARE TO BE RESTORED IN ACCORDANCE QUITMAN ST
B ; \ B WITH CCD TS&D DWGS. 4.0/4.1: CURB & GUTTER AND S PERRY WAY /'S
R \ forwE DETACHED/ATTACHED SIDEWALK, 11.0A,B,&C: GENERAL NOTES PATTON CT ,
! \ FOR CONCRETE PAVEMENT AND PAVEMENT JOINTS, 12.0: INSTALL APPROX 5,542
®
T ASPAHLT PATCH, 12.1: TRENCH PATCH THROUGH EXISTING OF 6%, 8" & 12" PVC
1 \ GRAVEL OR LANDSCAPE MATERIALS, 12.2: TRENCH VERTICAL )
/ \ SERVICE_ADDRESS:
f ! () PATCH (ASPHALT) IN MORATORIUM STREETS. ANY VARIANCES
— I \ IDENTIFIED IN THE FIELD WILL ADHERE THE CURRENT APPLICABLE
—_— ) CCD TS&D DWGS.
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Y is Property address? | REVISIONS
1 -
STA: 11+49.01 ! /
B X O SWVEL TEE /7// \ SAW CUT AT NEAREST JOINTS & REMOVE FULL VERIFY scALEs
N: 73360.69 d BAR IS ONE INCH ON
E: 129268.80 / PANEL OF CURB, GUTTER & SIDEWALK FOR
6" GATE VALVE L i \_ CONSTRUCTION. CONSTRUCT CURB, GUTTER & ORIGINAL DRAWING
N: 73360.69 / P SIDEWALK TO MATCH EXISTING & RESTORE 0 I "
E: 129270.30 // LANDSCAPING SEE CCD DRAWINGS 4.0, 4.1 & 12.1 IF NOT ONE INCH ON
20° OF 6” DI ! \ THIS SHEET, ADJUST
FIRE HYDRANT @ // 4 \\ SCALES ACCORDINGLY
N: 73360.69 I v
E: 128290.30 / \\ PT NO: 23046
! ! ® DRAWN BY: FRR
e 1
[ W |
; \\ CHKD BY: DMR
—F
1240012 |
é v CHKD BY:
z | L]
485' OF 8" PVC — Ed
(SWIVEL TEE TO VALVE) — \\ ol APPD BY:
T g B DATE: June 12, 2025
1 B g CONTRACT:
O - o AS-BUILT DATE:
o 23 AS-BUILT BY:
24 27 DRAWING TITLE
17 36' 12
60 (')
:
MATCH LINE = STA 12+50.00 — SHEET 9 WATER PLAN 6

KEY MAP

NO SCALE
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