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NOTE:
1) CONTRACTOR IS RESPONSIBLE FOR ALL

FIELD VERIFICATION MEASUREMENTS.
2) SERVICE LINE TIE IN TO BE FIELD
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Huetig, Eric M.- DPR Plans Review Specialist II
Rectangle

Huetig, Eric M.- DPR Plans Review Specialist II
Text Box
ATTN: Proposed gas routing through ROW amenity zone does not work as it precludes future street tree planting.  Route all new gas entirely under street pavement.  Options include:
1. Remove abandoned gas line & install new in same trench.
2. Alternate routing shown (green dashed line).

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Callout
Appropriate gas line routing - entirely under street.

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Polygon Line

Huetig, Eric M.- DPR Plans Review Specialist II
Callout
Routing gas line through amenity zone does not work.  Route gas entirely under street.

Huetig, Eric M.- DPR Plans Review Specialist II
Rectangle

Huetig, Eric M.- DPR Plans Review Specialist II
Text Box
See above - Gas line routing on Fox does not work.
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